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National foreword

This Published Document has been prepared under the direction of the British
Electrotechnical Committee It is identical with IEC 1140 : 1992 Protection
against electric shock. Common aspects for installation and equipment,
published by the International Electrotechnical Commission (IEC).

The IEC document has been published in the form of a type 3 Technical Report
and is therefore entirely informative in nature and does not contain normative
matter. IEC intends to update this report in the light of collected experience after
a three year period. The aim is then to issue a new version as an IEC Basic Safety
Publication and at that stage to consider whether or not to publish the revised
document as a British Standard.

Cross-references

International standard Corresponding British Standard

IEC 536 BS 2754 : 1976 Memorandum. Construction of electrical
equipment for protection against electric shock
(Technically equivalent)

IEC 50(131) BS 4727 Glossary of electrotechnical, power,
telecommunications, electronics, lighting and colour
terms
Part 1 Terms common to power, telecommunications and
electronics
Group 01 : 1983 Fundamental terminology
(Technically equivalent)

The Technical Committee has reviewed the provisions of IEC 50(826), IEC
356-21, IEC 990 and IEC Guide 104, to which reference is made in the text, and
has decided that they are acceptable for use in conjunction with this document.
There are no equivalent British Standards.

The IEC 364 series of documents has been harmonized in CENELEC as the HD
384 series. The British Standard which implements the HD 384 series is BS 7671
Requirements for electrical installation.
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INTRODUCTION

Basic Safety Publications with regard to protection against electric shock and relevant for
this Technical Report are:

— |IEC 364-4-41 for the installation rules;

— |EC 536 for the classification of equipment, as a system of interface declarations
between equipment and installation;

— IEC 536-2 for requirements for protective provisions and their application in the
individual classes of equipment.

IEC 364-4-41 is, with regard to protection against electric shock, the general basic safety
standard, although its wording has been chosen to specify relevant requirements for
installations of buildings. The application of such a specialized standard as a basic safety
standard as well as for product standards has necessitated interpretations by Technical
Committees. To provide consistent interpretation, this report has been prepared by care-
fully analyzing IEC 364-4-41 with regard to its underlying principles and with the aim of
presenting its protective measures in a systematic manner. Thus, this report presents the
fundamental principle and general requirements for protection against electric shock which
are the basis common to IEC 364-4-41, IEC 536 and IEC 536-2.

This report concerns not only Technical Committees dealing with electrical installations or
equipment but also all Technical Committees whose publications deal with protection
against electric shock.

Documents

Document Sharing Hub

iii
Full document details: PD 6535:1993


http://www.avadocuments.com/doc/pd-6535-1993
http://www.avadocuments.com/doc/pd-6535-1993

