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European foreword 

This document (CEN/TS 15518-4:2023) has been prepared by Technical Committee CEN/TC 337 “Road 
operation equipment and products”, the secretariat of which is held by AFNOR. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CEN shall not be held responsible for identifying any or all such patent rights. 

This document supersedes CEN/TS 15518-4:2013. 

CEN/TS 15518-4:2023 includes the following significant technical changes with respect to 
CEN/TS 15518-4:2013: 

— revised general specifications; 

— revised or added test specifications for embedded sensors: 

— pavement temperature; 

— road body temperature; 

— road surface condition; 

— water film thickness; 

— freezing temperature; 

— amount of de-icing agent; 

— added test specifications for remote sensors: 

— surface temperature; 

— water film thickness and surface condition; 

— frost detection; 

— ice film thickness and road condition; 

— revised test specifications for atmospheric sensors: 

— air temperature; 

— relative humidity; 

— dew point temperature; 

— wind speed; 

— wind direction; 

— precipitation intensity; 

— visibility; 
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— deleted test specifications for atmospheric sensors: 

— snow depth. 

EN 15518, Winter maintenance equipment — Road weather information systems, is currently composed 
of the following parts: 

— Part 1: Global definitions and components; 

— Part 2: Road weather — Recommended observation and forecast; 

— Part 3: Requirements on measured values of stationary equipment; 

— Part 4 (CEN/TS): Test methods for stationary equipment. 

Any feedback and questions on this document should be directed to the users’ national standards body. 
A complete listing of these bodies can be found on the CEN website. 

According to the CEN/CENELEC Internal Regulations, the national standards organisations of the 
following countries are bound to announce this Technical Specification: Austria, Belgium, Bulgaria, 
Croatia, Cyprus, Czech Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, 
Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Republic of 
North Macedonia, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, Switzerland, Türkiye and the 
United Kingdom. 
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Introduction 

Road Weather Information Systems (RWIS) are complex structures used for road maintenance decision 
support, which feature as a rule the following components: meteorological sensors and instruments, 
transmission technology, computer systems for processing, representation and storing of information, 
road weather forecasts, alarms, in relation to traffic control and traffic information systems and more. 

This European specification lays down the test procedures to verify the requirements on stationary 
equipment specified in EN 15518-3. 

The aim is to allow for objective and reproducible measurement analysis and evaluation. 
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1 Scope 

This document specifies the test methods, the experimental set-up and result analysis for the laboratory 
qualification of stationary equipment within a RWIS. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any amendments) applies. 

EN 15518-3, Winter maintenance equipment — Road weather information systems — Part 3: Requirements 
on measured values of stationary equipment 

3 Terms and definitions 

For the purposes of this document, the terms and definitions given in EN 15518-3 apply. 

ISO and IEC maintain terminology databases for use in standardization at the following addresses: 

— ISO Online browsing platform: available at https://www.iso.org/obp 

— IEC Electropedia: available at https://www.electropedia.org/ 

4 System and test setup definition 

4.1 Introduction 

4.1.1 General 

The tests described hereafter apply to either a complete system (which can influence the measured value) 
consisting of sensor, processing electronics and associated terminal program software necessary to 
acquire, display and store the measurements in a digital form, or some specific parts of the whole system 
when the inputs can be simulated, as specified by the manufacturer. Figure 1 below is an illustration of 
the possible functional components of a system. 

The manufacturer shall specify and supervise the material set-up for the test set-up. 

The manufacturer shall not change the test set-up during the tests. The data shall be readable during the 
whole test. The whole tests shall stop in case the manufacturer changes the test set-up. 

If a single sensor provides measurements subject to more than one test procedure, it shall always be 
tested against all these procedures within the same test campaign and by the same laboratory. This is 
also valid for tests after technical changes to a sensor. 
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Figure 1 — Possible functional components of a system 

Test protocols shall state the version and type of hardware, firmware and software components as well 
as the material set-up during the test. 

In case of major technical changes to one or other of these components which affect the requirements of 
EN 15518-3, the manufacturer shall seek new certification. In case of minor changes not affecting the 
requirements of EN 15518-3, the manufacturer shall indicate the changes and, upon request, provide the 
demonstration that the changes did not affect in an adverse way the system which was originally tested 
and that the new system still meets the standard. 

Generally, in case a sensor was tested as a single device and meets the requirements of this document, 
and its nominal output can be simulated, the RWIS manufacturer shall be allowed to only demonstrate 
that the measuring chain cannot influence the raw signal in a manner to exceed the allowed tolerance. 

Therefore, this document applies to three possible configurations: 

— sensor as single device; 

— electronics with simulated sensor inputs; 

— complete system. 

4.1.2 General rules for issue of certifications according to this standard 

Test certificates, which confirm, that a product fulfils the requirements of EN 15518-3, can be issued by 
every acknowledged laboratory or institution, which is able to fulfil the requirements for performing the 
tests. Except otherwise is specified for specific sensors. 
4.1.3 General requirements for estimation of uncertainties of test procedures and tolerances 

For each test procedure, the testing laboratory shall carry out an assessment of the uncertainties to be 
applied, due to the execution of the test procedures and the used test equipment. All inaccuracies shall 
be added, which influence the reference value of a test. The uncertainty range resulting from the 
reference value to be compared shall be documented and the tolerance range to be applied for the 
acceptance of the test result shall be defined and documented before implementation. 

EN ISO/IEC 17025 should be considered accordingly. 

The tolerance budget for acceptance consists of the accuracy requirement budget (Acc) derived from the 
corresponding standard and the total uncertainty (Unc) of the reference and test method of the 
laboratory. 
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( ) ( ) ( )= ± +
2 2

TOL unit Acc unit Unc unit
 

where 

Tol is the Tolerance budget in terms of the value unit; 

Acc is the Accuracy requirement in terms of the value unit; 

Unc is the total uncertainties of the test procedure in terms of value unit. 
 

4.2 Pavement surface temperature test for embedded sensors 

4.2.1 General 

This test is divided into two parts, a stabilized temperature test in order to prove the ability of the sensor 
to provide accurate temperature reports under stabilized conditions and a transient temperature test in 
order to prove the ability of the sensor to react appropriately for cooling on the surface e.g. by a clear 
night. 

The device under test shall be able to provide valid measurement values at least every minute via a digital 
communication interface for processing by a computer. 
4.2.2 Stabilized temperature test 

4.2.2.1 Test method 

The sensor is placed into a temperature calibration bath at stabilized temperatures. The temperature 
response of the sensor is compared to the temperature response of a reference thermometer. 
4.2.2.2 Test equipment 

This test requires the following equipment: 

—  thermal calibration bath; 

— reference thermometer with accuracy ±0,1 °C and sampling rate of max. 10 s. 

4.2.2.3 Test procedure 

Ensure a proper connection of the sensor to be tested and the whole measurement chain. The 
measurements of the sensor and the reference thermometer shall be recorded throughout the test. 

Set the bath to the given temperature (ensure a uniform temperature of the bath (difference < 1 °C) by 
stirring the liquid). The temperature variation of the bath shall not exceed ±0,1 °C throughout the 
duration of each test. 

Place the sensor into the liquid bath so that it does not touch the bottom or the walls of the container. 

The measurement period shall start as soon as calibration bath and DUT has stabilized (for 5 min 
within ±0,1 °C): 

— the reference thermometer has shown bath temperatures within requirements for 6 min. 

The measurement period ends as soon as one of the following conditions is met: 

— 5 consecutive samples (or all the samples during 10 min, whichever is longer) of the sensor to be 
tested are recorded within the accuracy requirements; 
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— 15 samples of the sensor to be tested (or 30 min, whichever is longer) have elapsed since the start of 
the measurement period. 

The test shall be performed at each of the following temperatures (more test points can be added): 

— 10 °C; 

— 0 °C; 

— −15 °C. 

4.2.2.4 Result analysis 

The test is considered successful if 5 consecutive samples (or all the samples during a period of 10 min, 
whichever is longer) are recorded within the accuracy requirements, specified in EN 15518-3 plus the 
total uncertainties of the test itself (see also 4.1.3) which is at least additional ±0,1 °C, due to the above-
mentioned bath and reference accuracy. 
4.2.3 Transient temperature test 

4.2.3.1 Test method 

The sensor to be tested is placed on the surface of a sand filling in a box. The sand is soaked with water. 
Reference temperature sensors are placed around the sensor, which are also located just equal to the 
surface of the sand filling. In order to simulate the down cooling of the surface e.g. by radiation of a clear 
cold night, a very cold metal body is placed at a defined distance. The change in temperature at the surface 
is continuously recorded by the reference sensors and DUT every 10 s. The trend of the surface 
temperature reports of the sensor to be tested and the mean value of the reference sensors are compared. 
The sensor to be tested should be able to report the surface temperature change in a certain time after 
start of the test within the required temperature accuracy defined in EN 15518-3 and within a tolerance 
budget due to the uncertainties of the test procedure and reference sensors. 
4.2.3.2 Test equipment 

The following equipment is required: 

— a container made out of wood or plastic, which have less heat conductivity and is watertight. The 
container shall be at least two times larger at each side as the maximum dimensions of the sensor to 
be tested and at least 30 cm deep. The container is filled up to 1 cm below the top of the box walls 
with sand (grain size ca. 0,1 mm to 0,6 mm). The box with sand should be filled up with water so the 
sand is soaked completely with water but the water should not exceed the surface of sand filling; 

— a metal body made of aluminium (or similar material with a high heat capacity) with dimensions at 
least 20 % larger than the dimensions of the sand box and a thickness of at least 4 cm; 

— a freezer, able to freeze down the aforesaid metal body to temperatures down to −25 °C; 

— three PT100 layer type resistors as reference sensors with an accuracy of ±0,1 °C, connected to an 
electronic measurement system, able to provide the temperature measurement values at least every 
10 s via a digital interface; 

— a computer (e.g. PC, LabTop) based system which is able to acquire the data of the reference and DUT 
sensors at least every 10 s via digital communication interface and archive the data together with a 
time stamp; 
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4.2.3.3 Test procedure 

Place the sensor to be tested in the wet sand filling of the box, so that the sensor is completely surrounded 
from sand and the surface of the sensor is equal to the surface of the sand filling – as it is the case, when 
the sensor is normally installed in a road pavement surface. For an illustration of the setup see  
Figure 2. 

Place at least three layer type reference sensors into the surface of the sand filling around the sensor to 
be tested in a distance not more than 2 cm from the body of the sensor. Reference sensors should be 
located approx. 3 mm depth below sand surface. 

Place the metal body into a freezer and let the body cool down to ca. −25 °C. 

Maintain the ambient humidity and temperature of the test considerable stable (±1 °K) at +15 °C 
temperature. 

The test can be started, when the mean surface temperature reported by the reference sensor and the 
surface temperature reported by the sensor to be tested are quite stable (±0,2 °K) – means no significant 
change over a period of 5 min. 

If the aforesaid conditions are fulfilled, then take the metal body out of the freezer and put it without 
delay over the sand box, so that the metal body covers the top of the sand box in about 1 cm distance to 
the surface of the sensor to be tested and the sand filling. The Metal Plate should be isolated to the 
environmental air of the laboratory by using Polystyrene (PS) foam or similar. And that the metal plate 
sits tightly on the box to prevent the surrounding air from influencing the air gap between the sensor 
surface and the metal plate. 

 
Key 

1 metal plate 
2 DUT (Device under test) 
3 reference temperature probe 
4 wet sand filling 
5 isolation (e.g. Polystyrene (PS) foam) 

Figure 2 — Sketch to illustrate the setup of the test (only for demonstration – not true to scale) 

Record the surface temperature and timestamp as the starting point of the test. 

Let the surface in the sand container cool down and continue the continuous data acquisition until the 
minimum of the surface temperature, reported by the reference sensors is reached and no decrease of 
the temperature over a period of 10 min can be encountered. If the aforesaid condition is fulfilled, then 
the test is finished. 

Full document details: PD CEN/TS 15518-4:2023
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