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INTERNATIONAL ELECTROTECHNICAL COMMISSION

COMMUNICATION NETWORKS AND
SYSTEMS IN POWER UTILITY AUTOMATIONS -

Part 90-16: Requirements of system management
for Smart Energy Automation

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports,
Publicly Available Specifications (PAS) and Guides (hereafter referred to as "IEC Publication(s)"). Their
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with
may participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence between
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of patent
rights. IEC shall not be held responsible for identifying any or all such patent rights.

IEC 61850-90-16 has been prepared by IEC technical committee TC57: Power systems
management and associated information exchange. It is a Technical Report.

The text of this Technical Report is based on the following documents:

Draft Report on voting

57/2315/DTR 57/2352/RVDTR

Full information on the voting for its approval can be found in the report on voting indicated in
the above table.

A list of all the parts in the IEC 61850 series, published under the general titte Communication
networks and systems in power utility automations, can be found on the IEC website.
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e This document, providing an overview of the main content, and high-level diagrams

e This document has an associated machine-readable version of the use-cases in the form of
a zipped HTML code component IEC_TR_61850-90-16_HTML_2020_ FullDC2.zip. It uses
Active X components and is compatible with Microsoft Internet Explorer

The same copyright and licensing conditions apply to the "paper" part (this document) and the
complementary HTML part provided within the IEC_TR_61850-90-16_HTML_2020_FullDC2.zip
file.

This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in
accordance with ISO/IEC Directives, Part 1 and ISO/IEC Directives, IEC Supplement, available
at www.iec.ch/members_experts/refdocs. The main document types developed by IEC are
described in greater detail at www.iec.ch/standardsdev/publications.

The committee has decided that the contents of this document will remain unchanged until the
stability date indicated on the IEC website under "http://webstore.iec.ch” in the data related to
the specific document. At this date, the document will be

e reconfirmed,

e withdrawn,

e replaced by a revised edition, or

e amended.

IMPORTANT - The 'colour inside' logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct understanding
of its contents. Users should therefore print this document using a colour printer.
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INTRODUCTION

The distribution grid is facing a massive roll out and refurbishment of automation equipment to
implement deeper monitoring and new smart grid applications. The new equipment to be
deployed in order to solve today’s issues (MV voltage and reactive power regulation for
example) will necessarily have to be adjustable and updatable in order to face challenges of
tomorrow (for example massive electric vehicles fleets, low voltage automation, etc.) which will
arrive long before the end of its 20 years’ service life. Furthermore, there is a necessity for the
equipment to adapt to the evolving and growing cybersecurity threats.

The equipment will therefore need to be patched, updated and reconfigured, and this has to be
done remotely due to the great number of equipment. This is a cornerstone of the System
Management (SM), which refers to functionalities that are not directly linked to the operational
role of the equipment but allow it to perform its operational functions in the best conditions
possible. System Management or Smart Grid Devices Management also includes other
functions such as asset management or supervision.

These functionalities need to be managed by the grid operator and address multiple devices
from different vendors through independent Information Systems and thus the requirements and
exchanges need to be standardized. As these are to be applied to IEC 61850 compliant
equipment, these mechanisms need to be integrated in the standard.
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COMMUNICATION NETWORKS AND
SYSTEMS IN POWER UTILITY AUTOMATIONS -

Part 90-16: Requirements of system management
for Smart Energy Automation

1 Scope

This part of IEC 61850, which is a technical report, specifies the mechanisms for the system
management of Smart Grid Devices as IEC 61850 equipment in power utility automation as well
as telecommunication and cybersecurity equipment.

System Management of Smart Grid Devices or Smart Grid Device Management refers to
functionalities that are not directly linked to the operational role of the equipment (which for grid
automation equipment would be to protect and allow remote supervision and control on the grid)
but allow it to perform its operational functions in the best conditions possible.

The main functions of Smart Grid Device Management can be categorized as illustrated in
Figure 1 and described below. These actions being available from remote information systems,
they affect system automation functions, telecommunication functions and cybersecurity
functions as these three categories are interacting in a Smart grid Device or system.

The Smart Grid domain has been chosen for these use cases, including distributed energy
resources. This content is expected to be applicable to other domains, such as industrial
automation domain and grid user domain.

Smart Grid Device

System Automation functions Sz

Telecommunication functions

Cybersecurity functions

Configuration
Administration
System o
Management — Supervision
Functions Maintenance
Asset Management
Exemple of
Smart Grid [ Protection ~ Metering Smart Automation |
Devices : DER i i i RTU
Relay device switchgear device
IEC
Figure 1 — Scope of the functions and objects covered by
the Smart Grid Device Management
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IEC TR 62351-10, Power systems management and associated information exchange - Data
and communications security - Part 10: Security architecture guidelines. The main five functions
for System Management are listed below:

1) IEC TR 62351-90-1, Power systems management and associated information exchange -
Data and communications security - Part 90-1: Guidelines for handling role-based access
control in power systems

2) Managing the software (administration): download, update and manage the firmware
versions of automation equipment;

3) Supervising: active supervision of Smart Grid devices in order to ensure the required quality
of service of the system, to diagnose potential problems and if possible to suggest resiliency
solutions in case of deficiency;

4) Maintaining the system: collect data concerning the operational state of the equipment in
order to be able to initiate predictive analysis, perform maintenance actions and reduce
failure probabilities;

5) Managing one’s assets: collect and transfer patrimonial data to the information systems in
charge of asset management and maintenance.

This part of IEC 61850 specifies these functions through use cases associated state machines,
requirements and processes necessary for their implementation.

Since the outcome of that work will affect several parts of IEC 61850, in a first step, this
technical report has been prepared, which addresses the topic from an application specific
viewpoint across all affected parts of IEC 61850. That approach is similar to what is done for
example with IEC 61850-90-1 for the communication between substations. Once the report is
approved, the affected parts of the standard can be amended with the results from the report.

The major part of the work consists in designing the use cases with the appropriate
requirements.

Smart Grid Devices Management Use Cases will also be used for extracting requirements on
cybersecurity:

— These steps and requirements will "surround” the Use Case functional steps for the most
part, but may require some validation steps within the procedures as well.

— The IEC 62351 series should address those requirements (For example: modifying RBAC
parameters in an IED, install RBAC parameters inside the IED).

— Those cybersecurity workflows and requirements will be considered as pre-requisites in
Smart Grid Devices Management Use Cases.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies.
For undated references, the latest edition of the referenced document (including any
amendments) applies.

IEC 61850-7-2, Communication networks and systems for power utility automation - Part 7-2:
Basic information and communication structure - Abstract communication service interface
(ACSI)

IEC 62351-8, Power systems management and associated information exchange - Data and
communications security - Part 8: Role-based access control for power system management

IEC 62351-9, Power systems management and associated information exchange - Data and
communications security - Part 9: Cyber security key management for power systemﬁﬁlgment
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IEC TR 62351-10, Power systems management and associated information exchange - Data
and communications security - Part 10: Security architecture guidelines

IEC TR 62351-90-1, Power systems management and associated information exchange — Data
and communications security — Part 90-1: Guidelines for handling role-based access control in
power systems

IEC TR 62443-2-3:2015, Security for industrial automation and control systems - Part 2-3:
Patch management in the IACS environment

IEC 62443-3-3, Industrial communication networks - Network and system security - Part 3-3:
System security requirements and security levels

IEC 62443-4-2, Security for industrial automation and control systems - Part 4-2: Technical
security requirements for IACS components

3 Terms and definitions
For the purposes of this document, the following terms and definitions apply.

ISO and IEC maintain terminological databases for use in standardization at the following
addresses:

e |EC Electropedia: available at http://www.electropedia.org/

e |SO Online browsing platform: available at http://www.iso.org/obp

3.1
actor
entity that communicates and interacts

Note 1 to entry: These actors can include people, software applications, systems, databases, and even the power
system itself.

Note 2 to entry: In IEC TS 62913 this term includes the concepts of Business Role and System Role involved in
Use Cases.

[SOURCE: IEC 62559-2:2015]

3.2

asset management

systematic process of developing, operating, maintaining, upgrading, and disposing of assets
in the most cost-effective manner (including all costs, risks and performance attributes)

3.3

business role

role describing a finite set of responsibilities that is assumed by a party (organisations,
organisational entities or physical persons)

3.4
role
type of actor which has responsibilities and represents the external intended behaviour of a

party

EXAMPLE 1 A legally defined market participant (e.g. grid operator, customer), a generic role which represents a
bundle of possible roles (e.g. flexibility operator) or an artificially defined body needed for generic process and Use
Case descriptions.

Note 1 to entry: The IEC TS 62913 series use two kinds of roles: Business Roles and System Roles.
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Note 2 to entry: Legally or generically defined external actors may be named and identified by their roles.

3.5

system role

role describing a finite set of functionalities that is assumed by an entity (devices, information
system, equipment)

3.6

use case

specification of a set of actions performed by a system, which yields an observable result that
is, typically, of value for one or more actors or other stakeholders of the system

Note 1 to entry: There are two types of Use Cases:

— Business Use Cases describe how Business Roles interact to execute a business process. These processes are
derived from services, i.e. business transactions, which have previously been identified.

— System Use Cases describe how System and/or Business Roles of a given system interact to perform a Smart
Grid Function required to enable / facilitate the business processes described in Business Use Cases. Their
purpose is to detail the execution of those processes from an Information System perspective.

Table 1 highlights the differences between these 2 types of Use Case.

Table 1 — Differences between Business and System Use Cases

Type of Use Case Actors involved

Business Use Cases (BUC)

Description

Depicts a business process— Business Roles (organisations,

Expected to be system agnostic

organisational entities or physical
persons)

System Use Cases (SUC)

Depicts a function or sub-function
supporting one or several business

Business Roles and System Roles
( Devices, Information System)

processes

Note 2 to entry: Since a Smart Grid Function can be used to enable / facilitate more than one business process, a
System Use Case can be linked to more than one Business Use Case.

3.7

IED

Intelligent Electronic Device which receives data from sensors and power equipment and can
issue control commands, such as tripping circuit breakers if it senses voltage, current, or
frequency anomalies, or raise/lower voltage levels in order to maintain the desired level

4 Smart Grid System life cycle

4.1 Overview

A Smart Grid System is composed of several Smart Grid Devices (IEDs, Cybersecurity devices,
telecommunication devices) and network equipment covering multiple functions as described in
Figure 2. Smart Grid Devices can include automation functions as well as telecommunication
or cybersecurity functions as described in Figure 1. Automation functions (as well as
telecommunication or cybersecurity functions) can be spread on several devices as shown in
Figure 2. Automation System lifecycle depends on the lifecycle of individual elements.
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System Management

Supervision
& maintenance

Asset
management

Configuration
& administration

Smart Grid
system
function B

mart Grid syste
function A

Automation-system Telecommunication

Cybersecurity il ;
device (IED) .| device

device

IEC
Figure 2 — Smart Grid Systems and system management

4.2 IED life-cycle
4.2.1 Software

During the lifecycle of an IED, different versions of software will be developed. These new
software versions add new functionalities and correct problems. The grid operator has to
evaluate if the new version will be installed or not. The decision is based on:

e Needs to implement the new features.

e Identified error correction that may have an impact on system reliability or security.

Before deploying the new software version, the grid operator may decide to do new tests to be
sure that the new version is functionally compliant and is error free.

4.2.2 Hardware

It is also possible that the manufacturer identifies and corrects a hardware problem. The
modification is made on site and configuration or software updates might be required.

4.2.3 Main life-cycle stages

As shown in Figure 3, system management mostly focuses on the "Operate, Supervise and
Maintain" phase of the lifecycle.

In addition, system management is a key enabler of the business use case "Enable Automation
System to perform operational functions in best conditions" as depicted in Clause 5.
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When considering the whole steps of a system, within its life cycle it appears that addressing
system management leads to consider the list of system use cases as depicted in Figure 3.

The current stage of the document only covers the system use cases which are marked in bold
in Figure 3 with a special focus on the system use case "Deploy a Power System Function".
Each of these system use cases are further depicted in Clause 6. A short description of the
others uses cases is given in Annex A.

Configuration and administration Use Cases » Restart IEDs with an existing configuration and firmware
« Deploy a Power System Function »  Switch from main I[ED to back-up IED to maintain
- Synchronize multiple automation-system-devices automation functions during an update

updates » Test automation function after a natural event occurred
»  Ensure consistency while setting online multiple on the network

parameters »  Mirror an IED configuration and data
*  Manage files upload on IEDs * Manage logs

» Test IED clockto ensure its accuracy, reliability, security

Cybersecurity Use Cases and availability
« Establish initial Security of System Management

Components Asset management Use Cases
«  Validate the security of new IEDs - Store and provide electrical network asset
- Validate security of proposed security and non- information during its lifecycle

security updates to IEDs » Ensure asset reference trustability and consistency
- Validate and update RBAC Permissions and Roles between asset databases and assets in the field

for IEDs * Introducing a new component (Commissioning)
»  Ensure End-of-Life security + Decommissioning

Supervision and Maintenance Use Cases
* Replace an IED of an automation-system with an
identical one

Operate,

Supervise
e |

Maintain

{ J

I
Smart Grid Device Management

Enable Automation System to perform

operational functions in best conditions
IEC

Figure 3 — Different Use Cases through the lifecycle of a smart grid system

4.2.4 Cybersecurity lifecycle for system management
4.2.41 General
For system management, three cybersecurity processes need to be addressed:

1) The system management update process itself must include cybersecurity procedures and
technologies to ensure that the people, applications, IEDs, and other systems are
authenticated and authorized, and that the interactions between the systems are validated
and properly logged.

2) IEDs must have their operational software initially secured as well as securely updated in
order to continue to operate securely.

3) The same security process should take place whenever the cybersecurity software is
updated.
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In both cases, cybersecurity standards should be used as appropriate see [1]1 to [10].

4.2.4.2 Cybersecurity for the system management system

The system management system must be secure before any IEDs can be securely updated.
These steps include:

e Implement and validate security systems, security-related databases, and security
applications

o Establish secure networks for exchanging data securely between System Management
components

e Implement and establish security of the system management (System Management)
systems, databases, and applications

o Determine all types of information that will require consistency and conformance validation
before being updated to IEDs

e Establish initial RBAC permissions for data in System Management systems, databases,
and applications

o Establish System Management Roles and associate them with permissions with all of the
System Management components

e Test system management components for functionality and for security of the process
e Monitor the security of the information exchanges and periodically retest the system
management components for functionality and for security of the process

4.2.4.3 Managing cybersecurity during updates of operational software

The first cybersecurity process is to manage the update of operational software in the IED(s).
It involves the following steps:

e The (human) system management users log into the system management system which
validates their login credentials and determines what access permissions they have as
determined by their roles.

e The software or firmware is validated from a cybersecurity perspective, with verification that
it is the correct version, has all correct certificates or keys, and that there is no malware
embedded in it.

e A secure connection is established between the system management application and the
IED(s) to be updated, using administrative certificates or other means to authenticate the
connection.

e The IED’s relevant operational certificates are validated to determine they are not revoked
or expired.

e During the software/firmware update process, each step is validated to ensure that the
users, applications, IEDs, and/or other systems involved are authorized for that step.

All steps that include cybersecurity validation or authorization, including those where the
software is rolled back, are logged in the appropriate security logs.

4.2.4.4 Updating the cybersecurity software in systems

The next cybersecurity process uses basically the same steps that are used for updating the
software/firmware of the IEDs, involves the following steps:

e The cybersecurity software or firmware is validated as functionally correct and free of
malware.

T Numbers in square brackets refer to the bibliography. Documents
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e A secure connection is established between the system management application and the
IED(s) to be updated, using administrative certificates or other means to authenticate the
connection.

e The IED’s relevant operational certificates are validated to determine they are not revoked
or expired.

e The updated cybersecurity software or firmware is transferred to the IED(s).
e The IED(s) validate the cybersecurity software.
e At the appropriate time, the IED(s) switch to the updated cybersecurity software.

o If there is an error condition or other failure, the IED(s) switch back to the existing
cybersecurity software.

e |If there is no error condition, the IED(s) start using the updated cybersecurity software.

All steps are logged in the appropriate security logs.
The use cases for these cybersecurity requirements are described in 6.4.

4.3 System management roles identified
4.3.1 Business roles

The Business roles identified for the system management Use Cases are listed in Table 2.

Table 2 — System management business roles

Role name Role description
Systems A party responsible for configuring, administrating, supervising and maintaining Smart Grid
Management Devices as parts of an Automation System: IEDs, group of IEDs and Telecommunication or
Operator Cybersecurity devices, from commissioning to decommissioning during their service life
Distribution Grid Entity responsible for the planning, operation, maintenance, and the development in given
Operator areas of the electricity distribution network (LV, MV, and potentially HV), the quality of

electricity supply (power delivery, voltage etc.) and for customer access to ESR market
through his system under regulated conditions. Equivalent to MV/LV System Operators.
[See IEC SRD 62913-2-1]

Equipment Entity that produces and sells electrical devices and electricity management devices.
Manufacturer
Grid Operator A party that operates one or more grids. It can be an EHV and HV System Operator and/or

a HV and MV/LV System Operator. [See IEC SRD 62913-2-1]

Grid User A party connected to the grid and consuming and/or producing electricity. Grid Users
include Consumers, Producers, and Prosumers. Prosumer is a party that both consumes
and produces electricity.

Equivalent to Party Connected to the Grid. [See IEC SRD 62913-2-1]

Asset Field A party responsible for maintaining physical assets from commissioning to
Operator or Asset decommissioning during their service life

Maintenance
Operator

System Operator Party responsible for safe and reliable operation of a part of the electric power system in a
certain area and for connection to other parts of the electric power system. [SOURCE:
IEC 60050-617:2009, 617-02-09]
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4.3.2 System roles

15—

The system roles identified for the system management Use Cases are listed in Table 3.

Table 3 — System management system roles

Role name

Role description

Asset-Configuration and data Information
System (ACIS)

The Information System recording configuration and settings data
changes in automation-systems

Asset-Health Information System (AHIS)

The Information System recording health information of an asset
(counters, status, watchdogs, alarms ... )

Asset-Location Information System (ALIS)

The Information System recording field location information
(latitude, longitude, link to physical infrastructures ... )

Asset-Operations Information System
(AOIS)

The Information System recording field and remote construction,
commissioning, decommissioning, maintenance and inspection
operations

Asset-Patrimonial Information System
(APIS)

The Information System recording patrimonial information such as
(Supplier, plate number, procurement information ...)

Certificate authority

An entity that issues digital certificates

Device Management Information System
(DMIS)

Any Information System managing one or multiple IED, with the
capability to transmit data, control, files from, or to, an IED, for
example configuration, supervision or maintenance purpose.

DMIS — Element Manager (EM)

Function management system. It manages the following aspects of
a function deployed on one or several devices

* Fault Management

» Configuration Management (configuration roll-out, settings ...)
* Accounting Management (Use supervision ...)

* Performance Management

* Security Management

Those management items are known as FCAPS aspects of a
function

DMIS — EM -Cybersecurity-Element
Manager (CEMIS)

Cybersecurity function management system, managing FCAPS
aspects of a cyber function with a validation and management role
over the cybersecurity elements (keys, certificates, RBAC ...) for a
given system with the capability to transmit data from, or to,
equipment or systems.

DMIS — EM -Power System Element
Manager (PSEMIS)

Power System function management system, managing FCAPS
aspects of a function with a validation and management role over
the key elements for a given system with the capability to transmit
data from, or to, equipment or systems.

DMIS — EM -Telecommunication Element
Manager (TEMIS)

Telecommunication function management system, managing
FCAPS aspects of a function with a validation and management
role over the key elements for a given system with the capability to
transmit data from, or to, equipment or systems

E2EO — Cybersecurity Policy Administrator
(CPA)

Information System holding the requirements and policies for
deploying functions dedicated to or linked to the Cybersecurity
domain

E2EO - Function Orchestration

Sub system of the End-to-End Orchestrator dedicated to retrieve
requirements from the FDC and from policy managers to elaborate
task workflows

E2EO — Power System Policy
Administrator (PSPA)

Information System holding the requirements and policies for
deploying functions dedicated to or linked to the Power System
domain

E2EO - Telecommunication Network
Policy Administrator (TPNA)

Information System holding the requirements and policies for
deploying functions dedicated to or linked to the
Telecommunication domain
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Role name Role description

Electrical Network Asset (ENA) Electrical Network Asset can either be a primary equipment for an
automation system asset, a telecommunication asset or a cyber
security asset such as (non exhaustive):

* Intrusion sensor

* Routers

» Switches

* Reclosers

* Protections

An Electrical Network Asset can be an IED or rely on an IED for
communication

End-to-End Orchestrator Task orchestration system for tasks such as: deployments,
configurations, activations on all domains

(E2EOQ)

FD — Deployment Manager (DM) Information System monitoring functions deployment on a IED’s

FD - OS and FW Data Base (FWDB) Database holding software packages ready for deployment

Function Descriptor Catalogue (FDC) Information System holding the description of the elements
required for implementing a function and the specific associated
requirements and policies for deploying this function

Grid history information system (GHIS) The Information System archiving electrotechnical measures, and
monitoring information from the grid

IED — Device Cybersecurity Functions Dedicated functions for cybersecurity on an IED

(DCF)

IED — Device Power System Functions Dedicated functions for automation on the power system on a IED

(DPSF)

IED — Device Telecommunication Dedicated functions for telecommunication on an IED

Functions (DTF)

IED — Local Installer(LI) Dedicated functions on a IED for installing software’s update

Intelligent Electronic Device (IED) Any device incorporating one or more processors, with the
capability to receive or send, data/control from, or to, an external
source, for example electronic multi-function meters, digital relays,
controllers. Device capable of executing the behaviour of one or
more specified logical nodes in a particular context and delimited
by its interfaces.

[SOURCE: IEC TS 61850-2:2019, 2.59]

An IED is an automation system device or a Smart Grid Device

Owner of IED Owner of the Intelligent Electronic Device
Owner of System Management system Owner of system management system
RBAC Installation and Validation Tools Tools used for installing and verifying role-based access

permissions and rights for IEDs

RBAC installer Installer of the role-based access permissions and rights

RBAC Permissions and Rights Repository Database containing the links between roles and permissions, as
well as the rights for specific types of data

SC - Cybersecurity Functions Configurator | System Configurator dedicated to Cybersecurity functions

(CFC)

SC — Power System Functions System Configurator dedicated to Power System automation

Configurator (PSFC) functions

SC — Telecommunication Functions System Configurator dedicated to Telecommunication functions

Configurator (TFC)

SCADA System Supervisory Control And Data Acquisition system

Security manager Manager of security of the system management processes and
equipment
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Role name Role description
Security manager of telecommunication Manager of the security of the telecommunication networks
network
System Configurator (SC) Information System for specifying and building configuration for
IEDs functions
Vendor of security product Manufacturer of security products
Vendors of system management products Manufacturer of system management products

4.4 System management architecture

As mentioned in the introduction, system management needs to be managed remotely and
securely by the grid operator. The high level architecture used for Use Cases is illustrated in
Figure 4.

For individual equipment, i.e. for example secondary substation automation or the grid
operator’s interface with power generation on automation systems, the IS communicates
directly with the IED. Due to the large number of such equipment, the different interactions need
to be done remotely as much as possible.

However, for larger automation systems containing several IEDs, such as those in HV/MV
substations, a "local concentrator", similar to the telecontrol proxy/gateway defined in
IEC 61850-90-2 but for system management purposes, can be used. This local system
management administrator allows to perform locally the same use cases as those available
from the IS. The interactions between the IS and the IEDs can be direct or indirect, as shown
in Figure 5.
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Figure 4 — lllustration of system management architecture on SGANb t
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Figure 5 — Interactions between Information System and IEDs

The role-system architecture based on the system role list can be represented as in Figure 6.
This architecture is taken from a group specification of ETSI on Network Function Virtualisation
(NFV) — management and orchestration.
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Figure 6 — General architecture of key roles involved in system management
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5 System management Business Use Cases

5.1 General

For the Business Use Cases and System Use Cases, the completeness of figures is available
in the HTML file linked to this document.

5.2 BUC: Enable Automation System to perform operational functions in best
conditions

5.2.1 Description of the use case

5.21.1 Name of use case
ID Area(s)/Domain(s)/Zone(s) Name of use case
61850-90-16-BUC1 Distribution Grid !Enable Automation Systems to perform operational functions
Management in best conditions

5.21.2 Scope and objectives of use case

This business Use Case concerns functionalities that are not directly linked to the
Scope operational role of the system automation equipment but allow it to perform its operational
functions in the best conditions possible.

Ensure Grid Operator capability to operate its Automation Systems to guarantee continuity
and quality of supply:

Objective(s) « Easier, more reliable and secured system deployment and commissioning

» Secured and easier system maintenance and operating

» System activity monitoring and log for tracking and audit

Related business

Optimise network operations in real-time
case(s)

5.2.1.3 Narrative of Use Case

Short description

It consists in managing the configuration or the firmware of an Automation System, supervising live adequate
operating parameters, retrieving log files and identification data of the equipment in order for the Grid operator to
ensure the capability to operate its Automation Systems.

Complete description

The devices to be deployed for deeper monitoring and new smart grid applications will necessarily have to be
upgradeable to face new needs and adaptable to the evolving and growing cybersecurity threats.

To avoid significant costs remote System Management capability is a necessity, as a huge number of equipment
will have to be able to be patched, updated and reconfigured. This use case can be summarized as follows,
these actions being available from remote information systems:

1) Configuring: configure operational data, whether it be off line or on-line (grid topology, protection and PLC
parameters ...);
2) Managing the software: download, upgrade and manage the firmware versions of automation equipment;

3) Supervising: supervise live the smooth running of the system, and be able to identify diagnose and if possible
suggest resiliency solutions in case of deficiency in order to ensure the required quality of service;

4) Maintaining the system: collect data concerning the operational state of the equipment in order to be able to
lead predictive analysis, launch maintenance actions and reduce failure probabilities;

5) Knowing one’s assets: collect and transfer patrimonial data to the information systems in charge of asset
management and maintenance.
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