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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
LOW-VOLTAGE ELECTRICAL INSTALLATIONS – 

 
Part 8-3: Functional aspects –  

Operation of prosumer’s electrical installations 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international 
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and 
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports, 
Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC Publication(s)”). Their 
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with 
may participate in this preparatory work. International, governmental and non-governmental organizations liaising 
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for 
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence between 
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of patent 
rights. IEC shall not be held responsible for identifying any or all such patent rights. 

The main task of IEC technical committees is to prepare International Standards. In exceptional 
circumstances, a technical committee may propose the publication of a Technical Specification 
when 

• the required support cannot be obtained for the publication of an International Standard, 
despite repeated efforts, or 

• the subject is still under technical development or where, for any other reason, there is the 
future but no immediate possibility of an agreement on an International Standard. 

Technical Specifications are subject to review within three years of publication to decide 
whether they can be transformed into International Standards.  

IEC TS 60364-8-3, which is a Technical Specification, has been prepared by IEC technical 
committee 64: Electrical installations and protection against electric shock. 
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The text of this Technical Specification is based on the following documents: 

Draft TS Report on voting 

64/2400/DTS 64/2427/RVDTS 

 
Full information on the voting for the approval of this Technical Specification can be found in 
the report on voting indicated in the above table. 

This document has been drafted in accordance with the ISO/IEC Directives, Part 2. 

A list of all parts in the IEC 60364 series, published under the general title Low-voltage electrical 
installations, can be found on the IEC website. 

The reader's attention is drawn to the fact that Annex A lists all of the "in-some-country" clauses 
on differing practices of a less permanent nature relating to the subject of this document. 

The committee has decided that the contents of this document will remain unchanged until the 
stability date indicated on the IEC website under "http://webstore.iec.ch" in the data related to 
the specific document. At this date, the document will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 

 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates 
that it contains colours which are considered to be useful for the correct understanding 
of its contents. Users should therefore print this document using a colour printer. 
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INTRODUCTION 

There is a need for the development of new standards in smart grid that can apply to prosumers' 
electrical installations in low-voltage level. New standards relating to prosumers' low-voltage 
electrical installations that are different from existing facilities are needed in order to provide 
bidirectional power and information while being connected to upper smart grid systems, unlike 
other existing low-voltage electrical installations built in accordance with published standards, 
and in order to evaluate the power quality of electrical power supply. 

The new standards should be able to verify the stability, interoperability, security which are 
characteristics of smart grid according to IEC TR 63097, published by IEC SyC Smart Energy. 
When a bidirectional power network is operating, it is very important to ensure the safety of 
homes and buildings and the protection of electrical installations in low-voltage against lightning 
and fault. 

A new standard for the verification of the prosumer’s electrical installations should in the first 
instance define the power system of low-voltage and require criteria for information exchange 
between the prosumer’s electrical installations while connecting to other power systems. 

This document is the first attempt in the development of a framework for low-voltage electrical 
installations. In order to match this overall framework, TC 64 made modifications to suit the 
needs of the prosumer’s electrical installations in low-voltage, based on the framework and 
architecture that have already been developed by IEC, IEEE and ETSI. Up till now, no attempt 
to match the frame of other systems such as utilities, service providers, to other prosumers' 
electrical installation systems has been made and this new development will help in setting-up 
prosumers' electrical installations effectively. 

As low-voltage to a prosumer’s electrical installation is applied, the biggest change is the mode 
of the power supply. Direct feeding mode, reverse feeding mode and island mode are discussed 
in IEC 60364-8-2. The reliability of the system operation mode is important for the stability, 
safety, protection of the prosumer’s low-voltage electrical installations, depending on the mode 
of the power supply. 

In order to transfer the power consumption, failure and accident information to other systems 
or other prosumers' electrical installations, it is important to ensure the interoperability of the 
systems. This document defines the model of exchange information to facilitate the exchange 
of data between systems, defines a framework to ensure interoperability, but does not define 
how to secure communications for interoperability as communication type and methods. 

In this document, a method of power supply and a data exchange model based on the framework 
are suggested and the role of a prosumer who can directly produce and distribute energy is 
defined. 
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