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 Procedure 

This Standard replaces and cancels its previous revision. 

 

The CONTEC - Authoring Subcommittee provides guidance on the 
interpretation of this Standard when questions arise regarding its contents. The 
Department of PETROBRAS that uses this Standard is responsible for adopting 
and applying the sections, subsections and enumerates thereof. 

CONTEC 
Comissão de Normalização 

Técnica 
 

Technical Requirement: A provision established as the most adequate and 
which shall be used strictly in accordance with this Standard. If a decision is 
taken not to follow the requirement (“non-conformity” to this Standard) it shall be 
based on well-founded economic and management reasons, and be approved 
and registered by the Department of PETROBRAS that uses this Standard. It is 
characterized by imperative nature. 

Recommended Practice: A provision that may be adopted under the conditions 
of this Standard, but which admits (and draws attention to) the possibility of 
there being a more adequate alternative (not written in this Standard) to the 
particular application. The alternative adopted shall be approved and registered 
by the Department of PETROBRAS that uses this Standard. It is characterized 
by verbs of a non mandatory nature. It is indicated by the expression: 
[Recommended Practice]. 

SC - 09 

Copies of the registered “non-conformities” to this Standard that may contribute 
to the improvement thereof shall be submitted to the CONTEC - Authoring 
Subcommittee. 

Proposed revisions to this Standard shall be submitted to the CONTEC - 
Authoring Subcommittee, indicating the alphanumeric identification and revision 
of the Standard, the section, subsection and enumerate to be revised, the 
proposed text, and technical/economic justification for revision. The proposals 
are evaluated during the work for alteration of this Standard. 

 

Thermal Insulation and 
Refractories 

“The present Standard is the exclusive property of PETRÓLEO 
BRASILEIRO S.A. - PETROBRAS, for internal use in the Company, and any 
reproduction for external use or disclosure, without previous and express 
authorization from the owner, will imply an unlawful act pursuant to the 
relevant legislation through which the applicable responsibilities shall be 
imputed. External circulation shall be regulated by a specific clause of 
Secrecy and Confidentiality pursuant to the terms of intellectual and 
industrial property law.” 

 

 

Introduction 
 

PETROBRAS Technical Standards are prepared by Working Groups - WG 

(consisting specialized of Technical Collaborators from Company and its Subsidiaries), are 
commented by Company Units and its Subsidiaries, are approved by the Authoring Subcommittees - 
SCs (consisting of technicians from the same specialty, representing the various Company Units and 

its Subsidiaries), and ratified by the Executive Nucleus (consisting of representatives of the Company 
Units and its Subsidiaries). A PETROBRAS Technical Standard is subject to revision at any time by its 
Authoring Subcommittee and shall be reviewed every 5 years to be revalidated, revised or cancelled. 

PETROBRAS Technical Standards are prepared in accordance with PETROBRAS Technical 
Standard N-1. For complete information about PETROBRAS Technical Standards see PETROBRAS 
Technical Standards Catalog. 
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Foreword 
 
This Standard is the English version (issued in 12/2012) of PETROBRAS N-1756 REV. D 07/2012. In case 
of doubt, the Portuguese version, which is the valid document for all intents and purposes, shall be used. 
 
 
1  Scope 
 
 
1.1  This Standard sets required conditions for passive fire protection design and application of steel 
structural elements, inside areas subject to fire on onshore industrial facilities. 
 
NOTE This Standard does not apply to protection of electrical components and instrumentation. 
 
 
1.2  This Standard defines structural elements that shall be protected against fire, the extent of 
protective coating, materials used and coating qualification requirements. 
 
 
1.3  This Standard applies to projects started as of the date it is published and also to already existing 
equipment, at the time of its maintenance or renovation. 
 
 
1.4  This Standard contains Technical Requirements and Recommended Practices. 
 
 
2  Normative Reference 
 
The following referenced documents are indispensable for the application of this document. For dated 
references, only the edition cited applies. For undated references, the latest edition of the referenced 
documents applies. 
 

Norma Regulamentadora no 13 (NR-13) - Caldeiras e Vasos de Pressão; 
 
PETROBRAS N-133 - Welding; 
 
PETROBRAS N-1617 - Application of Refractory Castable; 
 
PETROBRAS N-1618 - Thermal Insulation Material; 
 
PETROBRAS N-1728 - Castable Refractory; 
 
PETROBRAS N-1997 - Electrical Networks in Cable Tray Systems - Design, Installation, and 
Inspection; 
 
PETROBRAS N-2677 - Polyurethane Acrylic Paint:  
 
PETROBRAS N-2913 - Anticorrosive Coating for Tank, Sphere and Storage Cylinder; 
 
ISO 22899-1 - Determination of the Resistance to Jet Fires of Passive Fire Protection 
Materials - Part 1: General Requirements; 
 
ABNT NBR 5732 - Cimento Portland Comum; 
 
ABNT NBR 7211 - Agregado para Concreto; 
 
ANSI/UL 1709 - Rapid Rise Tests of Protection Materials for Structural Steel; 
 
API PUBL 2218: 2010 - Fireproofing Practices in Petroleum and Petrochemical Processing Plants; 
 
API STD 521 - Pressure-relieving and Depressuring Systems; 
 

Full document details: PETROBRAS N-1756 D 2012

../link.asp?cod=N-0133
../link.asp?cod=N-1617
../link.asp?cod=N-1618
../link.asp?cod=N-1728
../link.asp?cod=N-2913
../link.asp?cod=N-0002
../link.asp?cod=N-1550
http://www.avadocuments.com/doc/petrobras-n-1756-d-2012
http://www.avadocuments.com/doc/petrobras-n-1756-d-2012


-PUBLIC -

N-1756 REV. D ENGLISH 07 / 2012 
 

5 

ASME BPVC - Section IX - Boiler and Pressure Vessel Code - Section IX - Qualification 
Standard for Welding and Brazing Procedures, Welders, Brazers, and Welding and Brazing 
Operators Welding and Brazing Qualifications; 
 
NFPA 290 - Standard for Fire Testing of Passive Protection Materials for Use on LP-Gas 
Containers Effective. 

 
NOTE For documents referred in this Standard and for which only the Portuguese version is 

available, the PETROBRAS department that uses this Standard should be consulted for any 
information required for the specific application. 

 
 
3  Terms and Definitions 
 
For the purposes of this document, the terms and definitions contained in PETROBRAS standard 
N-1617, and the following apply. 
 
 
3.1 
fire protection coating or lining 
the purpose of this protection is, during a fire, to prevent collapsing of structural elements which are 
deemed vital to operation and safety of onshore industrial facilities, during fire protection time. 
 
 
3.2 
fire protection time 
period of time during which coating submitted to the ANSI/UL 1709 fire-resistant standard test is 
capable of keeping surface temperature of the structure below 538ºC 
 
 
3.3 
fire-potential equipment 
those with potential for generating fire, according to 5.2 from API PUBL 2218:2010, from which areas 
subjected to fire are determined  
 
 
3.4 
fire-scenario area 
It is obtained by increasing radially in 6 m in process units, or in 3 m outside process units, the 
projection of the equipment with a potential to generate fire, on the ground level or the highest 
continuous floor, covering height of 8 m from the reference ground, as shown in Figure A.1 in Annex A 
 
 
3.5 
unwetted wall vessel 
it is one in which the walls are exposed to gas, vapor or are internally refracted, regardless of the type 
of fluid contained 
 
 
4  General Conditions 
 
 
4.1 To determine the fire-potential equipment, an analysis shall be performed, according to 5.2 of API 
PUBL 2218:2010. 
 
 
NOTE 1 Areas subject to fire shall be represented in a "Plant of Areas Subjected to Fire," containing and 

listing the equipment and structures that shall have passive protection and fire-potential 
equipment. 

NOTE 2 Documents listed in 4.1 shall be submitted for prior approval of PETROBRAS. 
 
 
4.2  Fire protection time shall meet requirements defined in Table 2 of API STD PUBL 2218: 2010 and 
ANSI/UL 1709. 
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4.3  Fire protection coating shall not be deemed a replacement for firefighting equipment and 
techniques. 
 
 
4.4  Concrete structures are deemed sufficiently fire-resistant. 
 
 
4.5  If there is the need for applying fire protection coating on most of the steel structure, an economic 
assessment of its cost compared to equivalent reinforced concrete structure is recommended. 
[Recommended Practice] 
 
 
4.6  Dimensions indicated in item 3.4 may be smaller, provided there is a structure which is deemed 
limiting to fire-scenario areas such as: 
 

a) fireproof walls and construction ceilings; 
b) brickwork or reinforced concrete walls. 

 
 
4.7  The following structural elements do not require fire insulation: 
 

a) elements designed for wind loads only; 
b) traveling crane beams; 
c) staircases and platforms; 
d) heat exchanger and horizontal vessel cradle; 
e) the upper face of fire protected beams, which purpose is to support piping, equipment or 

platforms. 
 
 

4.8  Structural drawings of fire-coated elements shall be marked with the letters “PCF”, indicating Fire 
Protection. 
 
 
4.9  Studs and anchor bolts which constitute the basis of equipment and of the fire-protected 
structures shall also be protected. 
 
 
4.10  Applicable paint schemes 
 
 
4.10.1  For structures and equipment protected with concrete and mortar. 
 

a) metallic structures: PETROBRAS N-1550; 
b) industrial equipment: PETROBRAS N-2; 
c) support columns of spheres: PETROBRAS N-2913. To receive the paint on the coating, it 

shall be sufficiently dry and the surface properly prepared in order to avoid defects in the 
dry film coating. 

 
NOTE For a) and b), it is recommended to apply fungicidal paint on the concrete or mortar, in 

regions of high humidity and proliferation of fungi. [Recommended Practice] 
 
 
4.10.2  For structures and equipment protected with other coatings, the manufacturer's instructions for 
setting the paint scheme shall be followed. 
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5  Extension of Fire Coating for Typical Structures and Equipment 
 
 
5.1  Raised Piping Support (Pipe Rack and Others) 
 
 
Fire protection (see Figure A.2 of Annex A) shall be counted from ground level, or from the nearest 
continuous floor and meet criteria described in Table 1. 
 
NOTE  It is recommended that all pipe-racks within process units are fire protected. For pipe-racks 

located outside the process units (off-site), it shall be followed the criteria of 6.2.1 of API PUBL 
2218:2010. [Recommended Practice] 

 
 

Table 1 - Extent of Fire Coating on Raised Piping Support 
 

Structure height (h) Coating extent 

h < 8 000 mm Entire support extent 

h > 8 000 mm 8 000 mm maximum 
 
 
 
5.2   Metallic Structure for Supporting of Air Coolers 
 
Fire protection shall extend up to 200 mm above the last horizontal beam of the cooler supporting 
structure, limited to an 8 000 mm height (see Figure A.3 of Annex A), counted from ground level or 
from the nearest continuous floor. 
 
 
5.3  Steel Structure for Equipment Support 
 
Fire protection shall extend up to 200 mm above the last horizontal beam of the equipment supporting 
structure, limited to an 8 000 mm height (see Figure A.4 of Annex A), counted from ground level or 
from the nearest continuous floor. 
 
 
5.4  Metallic Structure for Supporting of Furnace and Boiler  
 
Fire protection shall extend up to a 300 mm level below the first horizontal beam, limited to an             
8 000 mm height (see Figure A.5 of Annex A), counted from ground level or from the nearest 
continuous floor. 
 
 
5.5  Vertical Vessel Skirt 
 
 
5.5.1  Fire protection shall be applied externally and internally on the vertical vessel skirt. The vessel 
skirt with an inner diameter lower than 1 500 mm does not need internal protection, except when there 
are flanges or valves in it or unsealed openings which are greater than 24” (600 mm). 
 
 
5.5.2   The fire protection of vessel skirt shall extend from the base ring to the top of the skirt, limited to 
8 000 mm high (see Figures A.6, A.7 and A.8 of Annex A). 
 
 
5.6  Unwetted  Wall Vessel  
 
 
5.6.1  The fire protection of unwetted wall vessels contained in a fire-scenario area, when required 
according to API STD 521, shall be only made with intumescent coating. 
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NOTE The reaction temperature of the intumescent coating shall be greater than the temperature of 

the plating. 
 
 
5.6.2  For vertical unwetted vessel walls, the skirt shall be protected as well, according to extension 
from 5.5. The protection of the skirt shall be done with castable refractory or intumescent coating. 
 
 
5.7  Stack and Ducts 
 
 
5.7.1  The fire protection of chimneys and freestanding ducts contained in area subject to fire shall be 
in intumescent coating. 
 
NOTE The reaction temperature of the intumescent coating shall be greater than the temperature of 

the plating. 
 
 
5.7.2  For chimneys, the skirt shall be protected as well, according to extension from 5.5. The 
protection of the skirt shall be done with castable refractory or intumescent coating. 
 
 
5.8  Support Columns of Spheres  
 
Fire protection shall extend up to 200 mm below the leg weld with side reinforcement plate (see Figure 
A.9 of Annex A). 
 
 
6  Material 
 
 
6.1  Grout 
 
 
6.1.1  Applicable in steel structural elements of equipment and piping, with the following exceptions: 
 

a) support columns of spheres; 
b) chimne skirts; 
c) tower skirts, vessels and reactors defined as category I of NR-13. 

 
 
6.1.2  The following ratios shall be maintained for preparation of the grout: 
 

a) sand x cement - 3:1 (in volume); 
b) cement x water - 10:7.35 (in weight). 

 
 
6.1.3  Sand shall be classified as a Small Aggregate in accordance with ABNT NBR 7211, with 
maximum 4.8 mm particle sizing, in which there may not be noxious substances such as: clay, organic 
matter, dusty materials and others. Quartzy natural sand shall be used. 
 
 
6.1.4  Cement shall be common Portland type, class 250 or 320, in accordance with ABNT NBR 5732, 
and cement with hydration and stoning start may not be used. 
 
 
6.1.5  Grout shall have a minimum compression strength of 5.0 MPa (51 kgf/cm2), right after 7 days. 
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