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Part 1 Introduction 

1.1 Purpose of this document 

1.1.1 This document gives guidance on interpreting the requirements of Railway Group 
Standard GK/RT0053, issue one, Control of Unwanted Voltages on 
Telecommunications Equipment at Stations.  It does not constitute a 
recommended method of meeting any set of mandatory requirements. 

1.1.2 All requirements in GK/RT0053 are reproduced in the sections that follow.  
Guidance is provided as a series of sequentially numbered clauses prefixed ‘GN’ 
immediately below the boxed text to which it relates.  Where there is no guidance 
given, this is stated. 

1.1.3 The requirements of this document apply to all new telecommunications 
equipment and alterations to the existing telecommunications equipment 
managed and operated by more than one infrastructure manager, that is to say, 
where the infrastructure manager (track) and infrastructure manager (stations) 
are different duty holders.  Specifically, the requirements apply to the 
management of electromagnetic compatibility between systems managed and 
operated by one infrastructure manager, and telecommunications systems 
managed and operated by another infrastructure manager. 

1.1.4 Specific responsibilities and compliance requirements are laid down in the 
Railway Group Standard itself. 

1.2 Copyright 

1.2.1 Copyright in the Railway Group documents is owned by Rail Safety and 
Standards Board Limited.  All rights are hereby reserved.  No Railway Group 
document (in whole or in part) may be reproduced, stored in a retrieval system, 
or transmitted, in any form or means, without the prior written permission of Rail 
Safety and Standards Board Limited, or as expressly permitted by law. 

1.2.2 Rail Safety and Standards Board (RSSB) members are granted copyright licence 
in accordance with the Constitution Agreement relating to Rail Safety and 
Standards Board Limited. 

1.2.3 In circumstances where Rail Safety and Standards Board Limited has granted a 
particular person or organisation permission to copy extracts from Railway Group 
documents, Rail Safety and Standards Board Limited accepts no responsibility 
for, nor any liability in connection with, the use of such extracts, or any claims 
arising there from.  This disclaimer applies to all forms of media in which extracts 
from Railway Group Standards may be reproduced. 

1.3 Approval and authorisation of this document 

1.3.1 The content of this document was approved by Control Command and Signalling 
Standards Committee on 21 July 2011. 

1.3.2 This document was authorised by RSSB on 21 October 2011. 
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