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ABSTRACT

This paper presents a method for reliability assessment of the
electric grid with distributed generation providing support to
the system. Evaluation of customer controlled distributed
generation contribution is done for two cases; the first case
analyses distributed generation wherein generation units
export power to the grid. The second case analyses onsite
generation wherein units handle loads at individual customer
sites, thus relieving grid congestion. Reliability parameters
for the distributed generation systems were obtained from
data collected from existing systems that have been in
operation for an extended period of time. Calculations are
performed on the IEEE-Reliability Test System. The state
duration sampling approach using Monte Carlo simulations is
employed to evaluate the ability of the system to meet
demand requirements. The impact of distributed generation
on the utility controlled grid as well as on individual
customer reliability is evaluated. The significance of the
results obtained is discussed.

INTRODUCTION

Distributed Generation (DG) is an electric power generation
process involving units connected directly to the distribution
network, or connected on the customer side of the meter [1].
For many years the number of DG units on the distribution
system was limited, but new technology has increased the
availability of those units with smaller ratings that are
common in Combined Heat and Power (CHP). CHP is the
simultaneous generation of useful electric and thermal
energy. A CHP system can have a total efficiency of over
80%, while the combination of electric energy obtained from
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a central power plant (with an efficiency of ~35%) and
thermal energy obtained from an on-site boiler (with an
efficiency of ~80%) has a total efficiency of approximately
50%. Also, the liberalization of energy markets has provided
a push for generation units to be introduced to distribution
systems. An Electric Power Research Institute (EPRI) study
recently concluded that by 2010, 25% of all new generation
would be distributed [7].

The new electric distribution system may include DG units
operating at different locations and schedules. The DG units
may be operated by customers (CDG units) or by the utilities.
From the utility's perspective, CDG units are completely
stochastic facilities in the network, as both the operating
schedules and locations are customer controlled [4]. As a
result, the use of CDG in the distribution network increases
the network operation complexity for the local distribution
company. The advantages of DG installed on the distribution
network, most often claimed by its proponents, are decrease
in emissions, reduction in congestion of the -electricity
transmission and distribution grid, lower overall cost of
energy, the improvement of electric and customer system
reliability, improved power quality and increased grid
security, to name a few. However, opponents claim that DG
causes a decrease in electric system reliability, voltage
fluctuations [2] and uncertainty of operation [3]. This paper
attempts to demonstrate a method for reliability assessment of
the electric distribution system with Distributed Generation
installed under two scenarios; (i) relatively larger systems
supplying power to the customer and exporting power to the
grid and (ii) CDG systems - relatively small systems handling
loads for individual customers. The goal is to evaluate the
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significance of their contribution to existing power system
reliability.

Different DG owners will have different strategies for
operating their DG units and accordingly, the process of
turning on and off each DG unit will be a random process for
the distribution utility. This will result in a random
contribution of that DG to the system power capacity.
Consequently, the overall system capacity will vary randomly
and the determination of this randomly varying capacity will
require proper modeling of the changing operating states of
the system [4].

“Reliability”, as normally applied to power distribution
means availability and continuity of service to the electric
consumer. In this analysis, Loss of Energy Expectation
(LOEE - MWh/yr) at the generation level for the entire
system and Average Energy Not Supplied (AENS - MWh/
customer/year) at the distribution level for individual
customers are the two reliability indices used to evaluate the
system.

A simulation technique known as the Monte Carlo method is
used to generate an operating history based on the measured
parameters (mean time to failure, mean time to repair etc.) for
a power system. The reliability of the system is then
determined using available load data and power generation
data.

The adequacy assessment for power systems has been studied
considerably in the literatures [5] and [6] and the adequacy
assessment for distributed generation systems (with random
input into the system) has been performed in [7] to find the
Annual Unsupplied Load (AUL). However, the analysis
presented in this paper takes into consideration the measured
operating characteristics of individual customers to determine
DG contribution and presents results for customer reliability
as well as system reliability (AENS and LOEE). The work
done in this paper is presented according to the following
sections. Section II presents the formulation of the problem.
Section III describes the method used for reliability
assessment. Section IV shows a case study of the IEEE-
Reliability Test System (IEEE-RTS) along with a discussion
of the results obtained and finally, Section V discusses the
conclusions offered by this analysis.

PROBLEM FORMULATION

The application of Combined Heat and Power (CHP) enables
the users/customers to install electricity generation units in
their facilities, and to use the waste heat from it for process
requirements or space heating. This dual purpose can be
achieved using various generating techniques, e.g. gas
turbines, reciprocating engines, steam turbines etc. The
electricity generated by these units can have a significant
impact on the reliability of energy supply for that customer
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and also on the reliability of the existing utility controlled
power system.

The problem formulation for the analysis presented in the
paper is explained in this section

GIVEN

A profile for the total hourly load on the distribution system
is available (the data is usually available with the utility for
various zones). This is a sum of all the customer loads on a
particular system. The hourly load for any customer is also
available (usually monitored by the customers themselves).
The substation is supplied with power by many utility-owned
centralized generating units. The working parameters for
these generating units can also be obtained from the utility
(Mean time to failure, mean time to repair, and scheduled
outage time for each unit). These parameters are used to
simulate the operating history for the power system.
Customers usually install DG units based on their thermal
energy needs in order to maximize fuel efficiency. The
reliability parameters of the DG unit will vary based on the
type of its prime mover and size, e.g. as the size of the unit
increases the Mean Time to Failure also increases, i.e. a
larger unit is more reliable. The working parameters of the
DG units are also available and depend on the size of the DG
units used. The contribution in electricity generated and
thermal energy supplied by the DG units depends on the
process and operating needs of the users.

REQUIRED

The impact of DG unit operation on total system power
supply reliability and customer reliability has to be evaluated.
The difference between the reliability indices before and after
the implementation of DG can serve as a guide to
quantitatively understand the significance of the difference
made by DG to the existing system. The two Reliability
indices to be evaluated are LOEE (Loss of Energy
Expectation - MWh/year), which is the total load that is not
supplied by the substation, and AENS (Annual Energy Not
Supplied - MWh/year/customer), which is the total load that
is not supplied by the substation to a particular customer.

LOEE= Y. 8760xC;p;
ieS
1)

Where i denotes the state of the system (whether the system
is running or is down or has failed), C; is the loss of load for

system state i, p; is the probability of system state 7, and S is

the set of all system states associated with the loss of load
(e.g. system in down state or failed state) [6].
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ENS
AENS=

ieR Nl’
2)
Where i denotes the point at which load is experienced (a
load bus), ENS is the total Energy Not Supplied, N; is the

number of customers at load point i, and R is the set of load
points in the system.

APPROACH

The operation and electric supply contribution of the DG
units within the system follow the load requirements of the
customer, but their failure, restart and maintenance
requirements are treated as random processes in the system.
Monte Carlo simulations are used to simulate the operating
histories of these DG units based on the measured reliability
parameters available for the individual units in operation
(Mean time to failure, Mean time to repair etc.).

The analysis is first done to evaluate the reliability of the
existing distribution system without any DG units operating
within it (LOEE rent and AENS yrent)- The next step is to

evaluate the reliability with the DG units operating in the
system (LOEEy;ii, pg and AENSyih DG)-

METHODOLOGY FOR RELIABILITY
ASSESSMENT

RELIABILITY WITHOUT DG

Load Modeling

The total load on the distribution system (Loadsystem) and
individual customer load (Load¢ystomer) fOr one year at least
is required to conduct reliability test studies (one year's worth
of load data can take into consideration seasonal variation in
load, and other irregularities.). For the purpose of a realistic
analysis, it can then be assumed that this load varies by 5%
within the monitored load every consecutive year.

System Modeling

The distribution system supplies the power that has been
generated by many different units (could be coal, hydro, oil,
natural gas etc.). These units have varying operating cycles
and can be modeled as two stage systems as shown in Fig. 1.

MTTF | |
| E—
UP . DOWN
— MTTR

Fig.1. Two stage system model

The transition from one stage to another is determined using
the parameters Mean Time to Failure (MTTF - from UP to
DOWN) and Mean Time to Repair (MTTR - from DOWN to
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UP). For the purpose of this analysis, the State Duration
Sampling Approach is used. The desired values are
determined based on sampling the probability distribution of
the component state duration. The operating and repair state
duration distribution functions can be assumed to be
exponential for continuous probability distribution functions
[6]. They ensure faster convergence and less computational
time with adequate accuracy. A detailed explanation of the
State Duration Sampling approach is given in literature [6].

Given an exponential distribution, the sampling value of the
system's state duration is

T.= ~MTTF xIn(U,)
3)

Where U; is a uniformly distributed random number between

[0,1] corresponding to the i" component. Therefore T; is the
time taken before the component transitions from the UP
state to the DOWN state. The same equation can be used with
the parameter MTTR to determine the time passed before the
component transitions from DOWN to the UP state. The
combination of the operating states for all these units gives
the total system capacity at any given hour.

The System Margin can be determined by superimposing the
load curve on the power curve; i.e. if the hourly peak load on
the system for all customers is subtracted from the hourly
power transmitted by the substation, a system margin can be
estimated. If the system margin is negative, the load exceeds
the power transmitted and the station capacity is deficient in
supplying the load. If the system margin is either zero or
positive, the power supplied either equals or exceeds the load
and station capacity is sufficient to supply the demand.
System Margin (SM) can be determined using the following
equation:

SM = Bransmitted L Oadsystem

“)

If only all the negative values of the System Margin are
considered, the resulting set of values could be called the
Negative Margin (NM)

Reliability Evaluation

For the purpose of computational simplicity, the formula used
for reliability index calculation for the entire system is shown
below.

N
2 ENS;

_ =1
LOEE, current — N

)
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