
 
 
 
 
 
 
 
 
 
 
 
1  Scope  
 
1.1 This practice provides measurement methods and recommended maximum levels for indoor background 
sound pressure levels in theaters and review rooms. The practice is limited to the noise of heating, ventilating, 
and air conditioning systems, intrusive noise from the projector(s) associated with the theater, and noise from 
any other mechanical or electrical equipment in the theater building. The practice is intended for application 
when the background noise is essentially a steady-state sound, without strong time-varying components.  
 
1.2 The practice does not cover intrusive noise from other sources outside the theater, such as airplanes, 
highway traffic, adjacent theaters, or the like.  
 
1.3  The practice does not cover noise resulting from the operation of the sound system in the theater.  
 
1.4  The practice does not cover vibration of the theater; i.e., movement of the building below 20 Hz.  
 
2  Normative references  
 
The following standards contain provisions which, through reference in this text, constitute provisions of this 
practice. At the time of publication, the editions indicated were valid. All standards are subject to revision, and 
parties to agreements based on this practice are encouraged to investigate the possibility of applying the 
most recent edition of the standards indicated below.  
 
ANSI S1.4-1983 (R2001), Specifications for Sound Level Meters  
 
ANSI S1.11-2004, Specifications for Octave-Band and Fractional Octave-Band Analog and Digital Filters  
 
ANSI S1.13-1995, Measurement of Sound Pressure Levels in Air 
 
3  Test conditions  
 
3.1 The air-handling system of the theater must be brought to the noisiest state in which it is used during 
screenings, generally ‘‘on,’’ with cooling compressors operating. Any other mechanical or electrical 
equipment, such as projector exhaust fans, sump pumps, transformers, or the like, within the theater building 
should be brought to the noisiest state that will occur  
during screenings. The projector system should be running normally, with film. Power to the theater sound 
system should be turned off.  
 
3.2 Measurements shall conform with ANSI S1.13, and shall be made with a type 1 meter as specified in 
ANSI S1.4, and a class II octave band filter or class III third-octave band filter in accordance with ANSI S1.11.  
 
3.3 The measurement system shall be set to ‘‘slow’’ reading.  
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3.4 The measurement system shall be calibrated immediately before use by means of an acoustic calibrator 
accurate to within ± 1/2 dB for sound pressure level.  
 
3.5 At high frequencies, room background noise levels are often in the same range as ordinary measurement 
equipment noise. Therefore, care should be used to ensure that the measured levels are not influenced in any 
band by noise in the measurement instrument(s) by testing the measurement instrument(s) under all relevant 
conditions, including switch settings of any attenuators or gain controls. Do not report noise levels at or below 
the capability of the instrumentation in use.  
 
4  Measurements  
 
4.1 Measurements shall be recorded in octave bands over the range from 31.5 Hz to 16 kHz as sound 
pressure level (SPL).  
 
4.1.1 The preferred octave band center frequencies are 31.5, 63, 125, 250, and 500 Hz, and 1, 2, 4, 8, and 16 
kHz.  
 
4.1.2 If third-octave band measuring equipment is available rather than octave band or switchable bandwidth 
equipment, measurements may be made in third-octave bands and converted to octave bands by logarithmic 
addition of three bands (one at the octave band center and the two surrounding it): 
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where L1 = SPL of first 1/3 octave, L2 = SPL of second 1/3 octave, and L3 = SPL of third 1/3 octave.  
 
4.2 The measurements to be recorded shall be made by averaging at a sufficient number of locations to 
provide averages with standard deviations under 2 dB, usually six locations chosen at random within the 
seating area at seated ear height at least 1.2 m (4 ft) from any wall surface will suffice unless there is an 
unusual spatial distribution of background noise. If the total range of the measurements in an octave band is 
less than 4 dB, then arithmetic averaging may be used; if more than 4 dB, then the average must be done 
logarithmically. Some review rooms may be so small that strong room modes will influence the low-frequency 
band measurements. Thus a small standard deviation may be unobtainable. In such cases, the low-frequency 
bands may not be reliably reported, and therefore must be neglected in any calculations.  
 
4.3 Plot the spectrum resulting from the recorded measurements on octave band noise criteria graph paper 
such as that shown in figure 1. The point of the highest excursion of the background noise spectrum 
compared to the noise criteria curves is the NC rating. (Note that the original NC curves [see 6.1] have been 
extrapolated to the 31.5-Hz and the 16-kHz octave band for the purposes of this practice.)  
 
5  Recommended levels  
 
5.1 The maximum desirable noise criteria ratings by classification are:  
 

A.  Review room and premier showing:   NC-20 to NC-25  
B.  First-run theaters:     NC-25 or better  
C.  Sub-run theaters:     NC-30 or better  
F.  Sub-acceptable, which can lead to dialog 

 intelligibility problems and complaints:   NC-40 or worse 
  
5.2 The classifications above should be applied to the highest use of a theater; that is, if a theater is used for 
both first and sub-runs, classification B should apply.  
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