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The master for this Standard at UL’'s Northbrook Office is the official document insofar as it relates to a
UL service and the compliance of a product with respect to the requirements for that product and service,
or if there are questions regarding the accuracy of this Standard.

UL'’s Standards for Safety are copyrighted by UL. Neither a printed copy of a Standard, nor the distribution
diskette for a Standard-on-Diskette and the file for the Standard on the distribution diskette should be
altered in any way. All of UL's Standards and all copyrights, ownerships, and rights regarding those
Standards shall remain the sole and exclusive property of UL.

All rights reserved. No part of this publication may be reproduced, stored in a retrieval system, or
transmitted in any form by any means, electronic, mechanical photocopying, recording, or otherwise
without prior permission of UL.

Revisions of UL Standards for Safety are issued from time to time. A UL Standard for Safety is current
only if it incorporates the most recently adopted revisions.

UL provides this Standard "as is" without warranty of any kind, either expressed or implied, including but
not limited to, the implied warranties of merchantability or fithess for any purpose.

In no event will UL be liable for any special, incidental, consequential, indirect or similar damages,
including loss of profits, lost savings, loss of data, or any other damages arising out of the use of or the
inability to use this Standard, even if UL or an authorized UL representative has been advised of the
possibility of such damage. In no event shall UL’s liability for any damage ever exceed the price paid for
this Standard, regardless of the form of the claim.

UL will attempt to answer support requests concerning electronic versions of its Standards. However, this
support service is offered on a reasonable efforts basis only, and UL may not be able to resolve every
support request. UL supports the electronic versions of its Standards only if they are used under the
conditions and operating systems for which it is intended. UL's support policies may change from
time-to-time without notification.

UL reserves the right to change the format, presentation, file types and formats, delivery methods and
formats, and the like of both its printed and electronic Standards without prior notice.

Purchasers of the electronic versions of UL’s Standards for Safety agree to defend, indemnify, and hold
UL harmless from and against any loss, expense, liability, damage, claim, or judgement (including
reasonable attorney’s fees) resulting from any error or deviation introduced while purchaser is storing an
electronic Standard on the purchaser’s computer system.

If a single-user version electronic Standard was purchased, one copy of this Standard may be stored on
the hard disk of a single personal computer, or on a single LAN file-server or the permanent storage
device of a multiple-user computer in such a manner that this Standard may only be accessed by one user
at a time and for which there is no possibility of multiple concurrent access.
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If a multiple-user version electronic Standard was purchased, one copy of the Standard may be stored on
a single LAN file-server, or on the permanent storage device of a multiple-user computer, or on an Intranet
server. The number of concurrent users shall not exceed the number of users authorized.

Electronic Standards are intended for on-line use, such as for viewing the requirements of a Standard,
conducting a word search, and the like. Only one copy of the Standard may be printed from each
single-user version of an electronic Standard. Only one copy of the Standard may be printed for each
authorized user of a multiple-user version of an electronic Standard. Because of differences in the
computer/software/printer setup used by UL and those of electronic Standards purchasers, the printed
copy obtained by a purchaser may not look exactly like the on-line screen view or the printed Standard.

An employee of an organization purchasing a UL Standard can make a copy of the page or pages being
viewed for their own fair and/or practical internal use.

The requirements in this Standard are now in effect, except for those paragraphs, sections, tables, figures,
and/or other elements of the Standard having future effective dates as indicated in the preface. The prior
text for requirements that have been revised and that have a future effective date are located after the
Standard, and are preceded by a "SUPERSEDED REQUIREMENTS" notice.

New product submittals made prior to a specified future effective date will be judged under all of the
requirements in this Standard including those requirements with a specified future effective date, unless
the applicant specifically requests that the product be judged under the current requirements. However, if
the applicant elects this option, it should be noted that compliance with all the requirements in this
Standard will be required as a condition of continued Recognition, Listing, and Follow-Up Services after
the effective date, and understanding of this should be signified in writing.
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Preface

This is the common UL, CSA, and ANCE Standard for Low-Voltage Fuses — Part 1: General
Requirements. It is the second edition of CSA C22.2 No. 248.1-00 (superseding the first edition, published
in 1994), the second edition of UL 248-1, and the first edition of NMX-J-009/248/1-2000-ANCE.

This Standard was prepared by a Technical Harmonization Committee comprised of members from
Underwriters Laboratories, CSA International, the National Association of Standardization and
Certification of the Electrical Sector, the end product manufacturers, and material suppliers. The efforts
and support of the members of the Technical Harmonization Committee are gratefully acknowledged.
This common Standard was prepared by the National Association of Standardization and Certification of
the Electrical Sector, Canadian Standards Association, Underwriters Laboratories Inc., and the fuse
industry of both the USA and Canada.

This Standard was reviewed by the CSA Subcommittee on Fuses and approved by the Technical
Committee on Industrial Products under the jurisdiction of the CSA Strategic Resource Group.

This Standard will be submitted to the America National Standards Institute (ANSI) for publication as an
American National Standard.

Note: Although the intended primary application of this Standard is stated in its scope, it is important to note that it remains the
responsibility of the users of the Standard to judge its suitability for their particular purpose.

Level of Harmonization

This trinational standard is published as an Identical Standard. An identical standard is a standard that is
the same in technical content except for conflicts in Codes and Governmental Regulations. Presentation
is word for word except for editorial changes.

Interpretations

The interpretation by the SDO (Standards Development Organization) of an identical standard shall be
based on the literal text to determine compliance with the standard in accordance with the procedural
rules of the SDO. If more than one interpretation of the literal text has been identified, a revision shall be
proposed as soon as possible to each of the SDOs to more accurately reflect the intent.

UL Effective Date

This edition of the standard is now in effect.

CSA Effective Date

The effective date for CSA will be announced through either a CSA Informs or CSA Certification Notice.

ANCE Effective Date

The effective date for ANCE will be announced through theDiario Oficial de la Federation (Official Gazette)
and is indicated on the cover page.
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Subsequent Parts

The Standard for Low-Voltage Fuses is divided into the following Parts:

Part No. Fuse Class Standard No.
1 General Requirements NMX-J-009/248/1-2000-ANCE+ CSA C22.2 No.
248.1 ¢ UL 248-1
2 C NMX-J-009/248/2-2000-ANCE+ CSA C22.2 No.
248.2 ¢ UL 248-2
3 CA and CB NMX-J-009/248/3-2000-ANCE¢ CSA C22.2 No.
248.3 ¢« UL 248-3
4 CcC NMX-J-009/248/4-2000-ANCE+ CSA C22.2 No.
248.4 ¢ UL 248-4
5 G NMX-J-009/248/5-2000-ANCE¢ CSA C22.2 No.
248.5 ¢ UL 248-5
6 H Non-renewable NMX-J-009/248/6-2000-ANCE¢ CSA C22.2 No.
248.6 ¢ UL 248-6
7 H Renewable NMX-J-009/248/7-2000-ANCE¢ CSA C22.2 No.
248.7 ¢ UL 248-7
8 J NMX-J-009/248/8-2000-ANCE# CSA C22.2 No.
248.8 ¢ UL 248-8
9 K NMX-J-009/248/9-2000-ANCE¢ CSA C22.2 No.
248.9 ¢ UL 248-9
10 L NMX-J-009/248/10-2000-ANCE+ CSA C22.2 No.
248.10 ¢ UL 248-10
11 Plug NMX-J-009/248/11-2000-ANCE¢ CSA C22.2 No.
248.11 ¢ UL 248-11
12 R NMX-J-009/248/12-2000-ANCE+ CSA C22.2 No.
248.12 ¢ UL 248-12
13 Semiconductor NMX-J-009/248/13-2000-ANCE¢ CSA C22.2 No.
248.13 ¢ UL 248-13
14 Supplemental NMX-J-009/248/14-2000-ANCE# CSA C22.2 No.
248.14 ¢ UL 248-14
15 T NMX-J-009/248/15-2000-ANCE#¢ CSA C22.2 No.
248.15 ¢ UL 248-15
16 Test Limiters NMX-J-009/248/16-2000-ANCE# CSA C22.2 No.
248.16 ¢ UL 248-16
NOTES
1 Part 1 covers the general requirements for fuse characteristics, marking, construction, and tests. Additional requirements —
such as dimensions, 12t limits, and the like — pertaining to the various families of fuses are given in the subsequent Parts.
2 The subsequent Parts supplement or modify the corresponding Clauses in Part 1 and should be read together with Part 1.
The numbering of Clauses in the subsequent Parts corresponds to like numbered Clauses in Part 1.
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Foreword (ANCE)

The Present Mexican Standard was developed by the Low Voltage Fuses Subcommittee from the Comite
de Normalizacion de la Asociacion Nacional de Normalizacion y Certificacion del Sector Electrico, A.C.,
CONANCE, with the collaboration of the fuse manufacturers and users.

ANCE is a National Organization for Standardization (ONN) registered by the DGN (Direccion General de
Normas) in the electrical sector and household appliances which developes Mexican Standards (NMX)
and collaborates in the development of the Mexican Official Standards (NOM), voluntary and mandatory
standards, respectively.

The conformity assessment in accordance with ANCE Mexican Standards is responsibility of ANCE
Certification Products Division.

The ANCE Certification Products Division is accredited by the EMA (Entidad Mexicana de Acreditacion)
in order to certificate a variety of products. The certification is carry out following the corresponding
procedures established and developed by the Technical Committee of Certification in connection with the
test reports performed in test labs accredited by the EMA.

The conformity assessment activities developed by ANCE cover quality systems, test lab and verification
products.
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Foreword (CSA)

The Canadian Standards Association, which operates under the name CSA International (CSA), provides
certification services for manufacturers who, under license from CSA, wish to use the appropriate
registered CSA Marks on certain products of their manufacture to indicate conformity with CSA Standards.

CSA Certification for a number of products is provided in the interest of maintaining agreed-upon
standards of quality, performance, interchangeability and/or safety, as appropriate. Where applicable,
certification may form the basis for acceptance by inspection authorities responsible for enforcement of
regulations. Where feasible, programs will be developed for additional products for which certification is
desired by producers, consumers or other interests.

In performing its functions in accordance with its objectives, CSA does not assume or undertake to
discharge any responsibility of the manufacturer or any other party. The opinions and findings of the
Association represent its professional judgement given with due consideration to the necessary limitations
of practical operation and state of the art at the time the Standard is processed.

Products in substantial accord with this Standard but which exhibit a minor difference or a new feature
may be deemed to meet the Standard providing the feature or difference is found acceptable utilizing
appropriate CSA Certification and Testing Division Operating Procedures. Products which comply with this
Standard shall not be certified if they are found to have additional features which are inconsistent with the
intent of this Standard. Products shall not be certifiable if they are discovered to contravene applicable
laws or regulations.

Testing techniques, test procedures and instrumentation frequently must be prescribed by the CSA
Certification and Testing Division in addition to the technical requirements contained in Standards of CSA.
In addition to markings specified in the Standard, the CSA Certification and Testing Division may require
special cautions, markings and instructions that are not specified by the Standard.

Some tests required by CSA Standards may be inherently hazardous. The Association neither assumes
nor accepts any responsibility for any injury or damage that may occur during or as the result of tests,
wherever performed, whether performed in whole or in part by the manufacturer or the Association, and
whether or not any equipment, facility or personnel for or in connection with the test is furnished by the
manufacturer or the Association.

Manufacturers should note that, in the event of the failure of the CSA Certification and Testing Division to
resolve an issue arising from the interpretation of requirements, there is an appeal procedure: the
complainant should submit the matter, in writing, to the Secretary of the Canadian Standards Association.

If this Standard is to be used in obtaining CSA Certification please remember, when making application
for certification, to request all current Amendments, Bulletins, Notices and Technical Information Letters
that may be applicable and for which there may be a nominal charge. For such information or for further
information concerning CSA Certification please address your inquiry to Applications and Customer
Service, CSA International, 178 Rexdale Boulevard, Toronto, Ontario MOW 1RS3.
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Foreword (UL)

A. This Standard contains basic requirements for products covered by Underwriters Laboratories Inc. (UL)
under its Follow-Up Service for this category within the limitations given below and in the Scope section
of this Standard. These requirements are based upon sound engineering principles, research, records of
tests and field experience, and an appreciation of the problems of manufacture, installation, and use
derived from consultation with and information obtained from manufacturers, users, inspection authorities,
and others having specialized experience. They are subject to revision as further experience and
investigation may show is necessary or desirable.

B. The observance of the requirements of this Standard by a manufacturer is one of the conditions of the
continued coverage of the manufacturer’s product.

C. A product which complies with the text of this Standard will nhot necessarily be judged to comply with
the Standard if, when examined and tested, it is found to have other features which impair the level of
safety contemplated by these requirements.

D. A product employing materials or having forms of construction which conflict with specific requirements
of the Standard cannot be judged to comply with the Standard. A product employing materials or having
forms of construction not addressed by this Standard may be examined and tested according to the intent
of the requirements and, if found to meet the intent of this Standard, may be judged to comply with the
Standard.

E. UL, in performing its functions in accordance with its objectives, does not assume or undertake to
discharge any responsibility of the manufacturer or any other party. The opinions and findings of UL
represent its professional judgment given with due consideration to the necessary limitations of practical
operation and state of the art at the time the Standard is processed. UL shall not be responsible to anyone
for the use of or reliance upon this Standard by anyone. UL shall not incur any obligation or liability for
damages, including consequential damages, arising out of or in connection with the use, interpretation of,
or reliance upon this Standard.

F. Many tests required by the Standards of UL are inherently hazardous and adequate safeguards for
personnel and property shall be employed in conducting such tests.
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Low-Voltage Fuses — Part 1. General Requirements

1 General

1.1 Scope

1.1.1 This Standard applies to low-voltage fuses rated 1000 V or less, AC and/or DC, with interrupting
ratings up to 200 kA. These fuses are intended to be used in accordance with the Canadian Electrical
Code, Part | (CEC), and the National Electrical Code, NFPA 70 (NEC).

1.2 Object

1.2.1 This Standard and its subsequent Parts establish the characteristics, construction, operating
conditions, markings, and test conditions for each of the fuse classes so that initial investigation and
follow-up verification can be performed in an orderly manner.

2 Definitions

The following definitions apply in this Standard.

Note: The Clauses in Definitions, Clause 2, are numbered corresponding to the Clause numbers for definitions for the similar items
contained in the International Electrotechnical Commission, Publication 269-1: Low-voltage fuses, Part 1: General requirements.
Some Clause numbers are omitted.

2.1 Fuse

2.1.3 Fuse

A protective device which opens a circuit during specified overcurrent conditions by means of a current
responsive element.

2.1.3.1 Body

The part of the fuse which encloses the fuse elements and supports the contacts. Also referred to as
cartridge, tube, or case.
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2.1.3.2 Filler
Material used to fill a section or sections of a fuse.
2.1.4 Contacts

The external metallic parts of the fuse used to complete the circuit. Also referred to as ferrules, caps,
blades, or terminals.

2.1.5 Element

The fusible portion of the fuse which acts, during an overcurrent condition, to clear the circuit; also referred
to as a link.

2.1.5.1 Renewal element

The part of a renewable fuse that is replaced after interruption to restore the fuse to operating condition.
2.2 General terms

2.2.2 Current-limiting fuse

A fuse that, within a specified overcurrent range, limits the clearing time at rated voltage to an interval
equal to or less than the first major or symmetrical current loop duration; and limits the peak current to a
value less than the available peak current.

2.2.5.1 Ambient temperature

The temperature of the air surrounding the fuse.

2.2.7.1 Low melting point fuse

A fuse that will open in an ambient temperature of 200°C when carrying 10 percent of rated current.

2.2.7.2 Microfuse

A supplemental fuse, the body of which has no principal dimension exceeding 10 mm (0.4 in), excluding
the leads or terminals.

Note: Principal dimensions are length, width, height, and diameter.
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2.2.7.3 Plug fuse

A screw-in type fuse for use in an Edison Base, Type C tamper-proof, or Type S tamper-proof fuseholder.
2.2.7.4 Renewable fuse

A fuse which can be restored for service, after interruption, by the replacement of the renewal elements.
2.2.7.5 Supplemental fuse

A fuse intended only for supplementary overcurrent protection where branch-circuit protection is not
required.

2.2.7.6 Time-delay fuse

A fuse capable of carrying a specified overcurrent for a specified minimum time. Time-delay
characteristics are verified by the overload and operation tests in the relevant subsequent Parts for certain
fuse classes.

2.2.7.7 Branch circuit fuse

A fuse which is suitable for protection of distribution systems, wiring, or equipment. Examples of branch
circuit fuses are Classes R, J, L, T, and CC. A supplemental fuse, intended to protect equipment only, is
not a branch circuit fuse.

2.2.8 Body size

The specified set of dimensions of fuses within a fuse class or system. Each individual size covers a given
range of rated currents for which the specified dimensions of the fuse remain unchanged.

2.2.9 Homogeneous series of fuses

A series of fuse current ratings, within a given body size and of similar construction, such that one of the
ratings of the series may be taken as representative of the series itself.
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