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Summary of Topics

This new issue of Subject 258, Outline of Investigation for Shutoff Valves
for Trim and Drain Purposes, covers requirements for shutoff valves for
trim and drain purposes for fire protection service.

The UL Foreword is no longer located within the UL Standard. For information
concerning the use and application of the requirements contained in this
Standard, the current version of the Ul Foreword is located on
ULStandardsinfoNet at: http://ulstandardsinfonet.ul.com/ulforeword.html
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INTRODUCTION
1 Scope

1.1 These requirements cover shutoff valves for trim and drain purposes for fire protection service. These
valves are intended for installation in sprinkler systems in accordance with NFPA 13.

2 Components

2.1 Except as indicated in 2.2, a component of a product covered by this Outline of Investigation shall
comply with the requirements for that component.

2.2 A component need not comply with a specific requirement that:

a) Involves a feature or characteristic not needed in the application of the component in the
product covered by this Outline of Investigation; or

b) Is superseded by a requirement in this Qutline of Investigation.

2.3 A component shall be used in accordance with its rating established for the intended conditions of
use.

2.4 Specific components are incomplete in construction features or restricted in performance capabilities.
Such components are intended for use only under limited conditions, such as certain temperatures not
exceeding specified limits, and shall be used only under those specific conditions.

3 Units of Measurement

3.1 Values stated without parentheses are the requirement. Values in parentheses are explanatory or
approximate information.

4 Undated References

4.1 Any undated reference to a code or standard appearing in the requirements of this Outiine of
Investigation shall be interpreted as referring to the latest edition of that code or standard.
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