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UL Standard for Safety for Energy Storage Systems and Equipment, ANSI/CAN/UL 9540

Third Edition, Dated June 28, 2023

Summary of Topics

The Third Edition of UL 9540 dated June 28, 2023 has been issued to reflect the latest ANSI and
SCC approval dates, and to incorporate the proposals dated April 29, 2022, October 7, 2022 and
February 24, 2023.

The new and revised requirements are substantially in accordance with Proposal(s) on this subject dated
April 29, 2022, October 7, 2022 and February 24, 2023.

All rights reserved. No part of this publication may be reproduced, stored in a retrieval system, or
transmitted in any form by any means, electronic, mechanical photocopying, recording, or otherwise
without prior permission of ULSE Inc. (ULSE).

ULSE provides this Standard "as is" without warranty of any kind, either expressed or implied, including
but not limited to, the implied warranties of merchantability or fitness for any purpose.

In no event will ULSE be liable for any special, incidental, consequential, indirect or similar damages,
including loss of profits, lost savings, loss of data, or any other damages arising out of the use of or the
inability to use this Standard, even if ULSE or an authorized ULSE representative has been advised of the
possibility of such damage. In no event shall ULSE's liability for any damage ever exceed the price paid for
this Standard, regardless of the form of the claim.

Users of the electronic versions of UL's Standards for Safety agree to defend, indemnify, and hold ULSE
harmless from and against any loss, expense, liability, damage, claim, or judgment (including reasonable
attorney's fees) resulting from any error or deviation introduced while purchaser is storing an electronic
Standard on the purchaser's computer system.
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Preface (UL)

This is the Third Edition of ANSI/CAN/UL 9540 Standard for Safety for Energy Storage Systems and
Equipment.

UL is accredited by the American National Standards Institute (ANSI) and the Standards Council of
Canada (SCC) as a Standards Development Organization (SDO).

This Standard has been developed in compliance with the requirements of ANSI and SCC for
accreditation of a Standards Development Organization.

This ANSI/CAN/UL 9540 Standard is under continuous maintenance, whereby each revision is approved
in compliance with the requirements of ANSI and SCC for accreditation of a Standards Development
Organization. In the event that no revisions are issued for a period of four years from the date of
publication, action to revise, reaffirm, or withdraw the standard shall be initiated.

In Canada, there are two official languages, English and French. All safety warnings must be in French
and English. Attention is drawn to the possibility that some Canadian authorities may require additional
markings and/or installation instructions to be in both official languages.

Comments or proposals for revisions on any part of the Standard may be submitted to ULSE at any time.
Proposals should be submitted via a Proposal Request in the Collaborative Standards Development
System (CSDS) at http://csds.ul.com.

Our Standards for Safety are copyrighted by ULSE Inc. Neither a printed nor electronic copy of a Standard
should be altered in any way. All of our Standards and all copyrights, ownerships, and rights regarding
those Standards shall remain the sole and exclusive property of ULSE Inc.

This Edition of the Standard has been formally approved by the Technical Committee (TC) on Energy
Storage Systems and Equipment, TC 9540.

This list represents the TC 9540 membership when the final text in this Standard was balloted. Since that
time, changes in the membership may have occurred.

TC 9540 Membership

Name Representing Interest Category Region

Abbassi, Mathher NYC Department of Buildings AHJ USA

Amin, Anujkumar CSA Group Testing and Standards Ontario, Canada

Balash, Gary East Penn Manufacturing Co. Producer USA

Baldassari, Mark Enphase Energy Producer USA

Barrett, Jim Demand Energy Networks Inc. Producer USA

Barry, Michael Exponent Inc. General USA

Boone, Mark AEGIS General USA

Bower, Ward Ward Bower Innovations LLC General USA

Brooks, William Brooks Engineering LLC General USA

Chatwin, Troy GE Transportation a Wabtec
Company

Producer USA

TC 9540 Membership Continued on Next Page
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TC 9540 Membership Continued

Name Representing Interest Category Region

Cheddi, Dan Electrical Safety Authority AHJ Ontario, Canada

Chen, Among DEKRA Testing and Standards China

Chen, Kristy Jensen Hughes PTE LTD
(Representing IFE Singapore)

General Singapore

Chen, Lin Powin Energy Producer USA

Chen, Man CSG Power Generation Company Commercial/Industrial User China

Ching, Yonghan Cummins Power Generation Producer USA

Cho, Seong Il Samsung SDI Producer Republic of Korea

Connell, Christopher Fronius USA LLC Supply Chain USA

De Lucia, Tom Ambri Producer USA

DiGenova, Kevin Lockheed Martin Energy Producer USA

Ditch, Benjamin FM Global Testing and Standards USA

Douglas, Steve QPS Evaluation Services Inc. Testing and Standards Ontario, Canada

Edley, Steve Zinc8 Energy Solutions Producer British Columbia, Canada

Eslik, Steve Wartsila Producer USA

Feng, Drew Dongguan Poweramp Technology
Limited

Producer China

Ferlitch JR, Carl Chubb Insurance General USA

Fisher, Jason Solar Technical Consulting LLC General USA

Florence, Laurie UL Solutions Testing and Standards USA

Gandhi, Pravinray self General USA

Gass, Philip IISD General USA

Gerczynski, Kara Elizabeth Fire Protection District AHJ USA

Glubrecht, Kevin Alberta Municipal Affairs Government Alberta, Canada

Goshia, Keith EOS Energy Producer USA

Haer, Jason Lunar Energy Producer USA

Hardman, Bryan TMEIC Corp Producer USA

Hayes, Paul American Fire Technologies Inc. Commercial/Industrial User USA

He, Sha self General Quebec, Canada

Hernandes, Manuel National Research Councel
Canada

Government British Columbia, Canada

Herzfeld, Martin California Contractors Supply Chain USA

Hidayat, Asep PT International Chemical Industry
(Representing BSN)

International Delegate Indonesia

Higgins, Steven Surrette Battery Supply Chain Nova Scotia, Canada

Hill, Ken EnerSys Delaware Inc. Producer USA

Hockney, Richard Beacon Power Corp Producer USA

Ilkiv, Vitaliy TUV CUD Canada Testing and Standards Ontario, Canada

Iyengar, Vikram Yotta Solar Producer USA

Jackson, Pete City of Bakersfield AHJ USA

Jayanath, Vikram Rolls-Royce Power Systems –
Rolls-Royce Solutions America
Inc.

Producer USA

TC 9540 Membership Continued on Next Page
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TC 9540 Membership Continued

Name Representing Interest Category Region

Jennings, John Hitachi Energy Producer USA

Jolissaint, Vincent Cobalt Power Systems Supply Chain USA

Jordan, Diana Pappas UL Standards & Engagement TC Chair – Non-voting USA

Kadiwala, Jay US Consumer Product Safety
Commission

Non-Voting USA

Kalim Vazquez, Omar SGS Testing and Standards USA

Kane, Larry IHI Energy Storage Producer USA

Kennedy, Chad Schneider Electric USA Inc. Producer USA

Kluge, Richard Ericsson Inc. Commercial/Industrial User USA

Knedlhans, Jason Peregrine Energy Solutions LLC Commercial/Industrial User USA

Lang, Scott Honeywell International LLC Supply Chain USA

Li, Yan State Grid Jiangsu Electric Power
Co. Ltd.

Commercial/Industrial User China

Liu, Haiwen TUV Rheinland of North America
Inc.

Testing and Standards USA

Maniraguha, Methode self General USA

McCormick, Jonathan Tesla Motors Inc. Producer USA

McKean, Colin Canadian Battery Association General Ontario, Canada

McKeiver, Michael Dupont Supply Chain USA

Miraldi, Andrew Miraldi Engineering Producer USA

Moradi, Kamran 8minute Solar Energy Commercial/Industrial User USA

Mueller, Juergen Kulr Technology Supply Chain USA

O’Connor, Brian National Fire Protection
Association

Testing and Standards USA
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Paiss, Matthew Pacific Northwest National
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TC 9540 Membership Continued
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(CNESA)

General China

Thakkar, Neelesh Thakkar Consulting LLC General USA

Thompson, Christopher Solaredge Technologies Inc. Producer USA

Thompson, Gary Toronto Hydro Electric System LTD Commercial/Industrial User Ontario, Canada

Towski, Christopher Cambridge Fire Department AHJ USA

Tweedie, A James Canadian Gas Association (CGA) General Ontario, Canada

VanHeirseele, Megan UL Standards & Engagement TC Project Manager – Non-
voting
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Wang, Jinze Fortress Power Producer USA

Wang, Qingsong University of Science and
Technology of China (USTC)

General China

Warfield, Don Ameresco Solar Producer USA

Warner, Nicholas Energy Storage Response Group General USA

Watson, Mike Mitsubishi Power Americas Producer USA

Weimin, Jia Beijing Much Fireproof & Insulation
Materials Co. Ltd.

Supply Chain China

Wellman, Zak Simpliphi Power Producer USA

Wiese, Angie City of St. Paul AHJ USA

Wilkie, Steven New York Power Authority Government USA

Wills, Robert Integrid, LLC Producer USA

Wong, Amos 3M Singapore Supply Chain Singapore

Wong, Siew Yuan Power Automation PTE LTD General Singapore

Woo, Minje LG Chem Supply Chain Republic of Korea
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For information on ULSE Standards, visit http://www.shopulstandards.com, call toll free 1-888-853-3503 or
email us at ClientService@shopULStandards.com.

This Standard is intended to be used for conformity assessment.

The intended primary application of this Standard is stated in its scope. It is important to note that it
remains the responsibility of the user of the standard to judge its suitability for this particular application.

CETTE NORME NATIONALE DU CANADA EST DISPONIBLE EN VERSIONS FRANÇAISE ET
ANGLAISE
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INTRODUCTION

1 Scope

1.1 These requirements cover an energy storage system (ESS) that is intended to receive and store
energy in some form so that the ESS can provide electrical energy to loads or to the local/area electric
power system (EPS) when needed. Electrochemical, chemical, mechanical, and thermal ESS are covered
by this Standard. The ESS shall be constructed either as one unitary complete piece of equipment or as
matched assemblies, that when connected, in accordance with the manufacturer’s installation instructions,
form the ESS. An ESS consists of at least an energy storage function and energy storage protective
function. If the ESS includes multiple parts that are housed in separate enclosures, it shall be considered
as a multi-part ESS covered by this Standard. Individual parts (e.g. power conversion equipment, a
battery, etc.) of an ESS are not considered an ESS on their own. This Standard evaluates the compatibility
and safety of these various components and parts integrated into an ESS. The ESS can be an AC ESS or
a DC ESS as defined in this Standard.

1.2 The systems covered by this Standard include those intended to be used in a standalone mode (e.g.
islanded) including "self-supply" systems to provide electrical energy and those used in parallel with an
electric power system or electric utility grid such as "grid-supply" systems, or applications that perform
ancillary operational modes associated with power generation such as voltage support and regulation,
frequency support and regulation, volt-var, capacity reserve, energy shifting or other utility grid support
services.

1.3 Energy storage systems are intended for installation and use in accordance with the National
Electrical Code, NFPA 70, the Canadian Electrical Code, Part I Safety Standard for Electrical Installations,
CSA C22.1, the National Electrical Safety Code, IEEE C2, the International Fire Code, ICC IFC, the
International Residential Code, ICC IRC, the National Fire Code of Canada, NRC NFC, the Fire Code,
NFPA 1, and the Standard for the Installation of Stationary Energy Storage Systems, NFPA 855.
Requirements for installation, with the exception of installation manuals and documents for installation
provided with the system are outside the scope of this Standard.

1.4 This Standard covers energy storage systems for stationary indoor and outdoor installations. This
Standard also covers mobile energy storage systems as defined by this Standard. This Standard includes
requirements for energy storage systems used in residential and non-residential installations.

1.5 Systems using lead acid or Ni-cad batteries that fall within the scope of UL 1778/CSA C22.2 No.
107.3 and only serve an uninterruptible power system (UPS) application are outside the scope of this
Standard.

NOTE: UL 1778/CSA C22.2 No. 107.3 is applicable to UPS that employ chemistries other than lead acid or Ni-cad, but the fire codes
and the ESS installation standard do not exclude UPS applications from ESS criteria including compliance to this Standard for these
other chemistries.

1.6 The maximum energy capacity of individual electrochemical ESS shall be determined by the
following in (a) – (d). Where the results of testing are used, the results shall be determined in accordance
with the Standard for Test Method for Evaluating Thermal Runaway Fire Propagation in Battery Energy
Storage Systems, UL 9540A:

a) The maximum energy capacity of residential use electrochemical ESS shall not exceed 20 kWh
(72 MJ). This value shall be permitted to be increased to the value of the unit which meets the
performance criteria of the UL 9540A Unit Level test;

b) The maximum energy capacity of non-residential use electrochemical ESS shall not exceed 50
kWh (180 MJ). This value shall be permitted to be increased to the value of the unit which meets
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the performance criteria of the UL 9540A Installation Level test, provided the ESS is marked in
accordance with 45.20;

c) There is no maximum energy capacity limit for non-residential use electrochemical ESS that are
tested in accordance with UL 9540A in which the performance level criteria of the cell level test
have been met; and

d) There is no maximum energy capacity limit for non-residential use electrochemical ESS
intended for use in remote outdoor locations as defined in the applicable installation code, provided
they are marked in accordance with 45.21.

NOTE 1: The Standard for the Installation of Stationary Energy Storage Systems, NFPA 855 defines outdoor remote locations as
being located more than 30.5 m (100 ft) from exposures.

NOTE 2: Lead acid, Ni-Cad, Ni-MH, and Ni-Zn ESS have exceptions to the capacity energy limits including, in some cases, no limits
based upon specific telecom and utility installations as outlined in NFPA 855.

2 Components

2.1 A component or equipment of an energy storage system covered by this Standard shall comply with
the safety requirements for that component or equipment. See Annex A for a list of standards covering
components generally used in the energy storage systems covered by this Standard. Components and
equipment shall comply with the CSA and/or UL standards as appropriate for the country or countries
where the energy storage system is to be installed.

3 Units of Measurement

3.1 Values and their respective units of measurement that are stated without parentheses constitute the
requirement of the standard and those in parentheses constitute explanatory or approximate information.

4 Undated References

4.1 Any undated reference appearing in the requirements of this Standard shall be interpreted as
referring to the latest edition of the reference, including all revisions and amendments.

5 Normative References

5.1 The following standards are referenced in this Standard, and portions of these referenced standards
may be essential for compliance. Energy storage systems covered by this Standard shall comply with the
referenced installation codes and standards as appropriate for the country where the energy storage
system is to be installed. When the energy storage system is intended for use in more than one country,
the energy storage system shall comply with the installation codes and standards for all countries where it
is intended to be used.

ASME B31 (all applicable parts), Power Piping

ASME BPVC, Boiler and Pressure Vessel Code

ASTM D412, Standard Test Method for Vulcanized Rubber and Thermoplastic Elastomers – Tension

ASTM D4169, Standard Practice for Performance Testing of Shipping Containers and Systems

ASTM E136, Standard Test Method for Assessing Combustibility of Materials Using a Vertical Tube
Furnace at 750°C
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29 CFR 1910.95, Occupational Noise Exposure

29 CFR 1910.1200, Toxic and Hazardous Substances

CSA C22.1, Canadian Electrical Code, Part I Safety Standard for Electrical Installations

CSA C22.2 No. 0, General Requirements – Canadian Electrical Code, Part II

CSA C22.2 No. 0.15, Adhesive Labels

CSA C22.2 No. 0.17, Evaluation of Properties of Polymeric Materials

CSA C22.2 No. 0.2, Insulation Coordination

CSA C22.2 No. 0.8, Safety Functions Incorporating Electronic Technology

CSA C22.2 No. 41, Grounding and Bonding Equipment

CSA C22.2 No. 94.2, Enclosures for Electrical Equipment, Environmental Considerations

CSA C22.2 No. 100, Motors and Generators

CSA C22.2 No. 107.1, Power Conversion Equipment

CSA C22.2 No. 107.3, Uninterruptible Power Systems

CSA C22.2 No. 139, Electrically Operated Valves

CSA C22.2 No. 286, Industrial Control Panels and Assemblies

CSA C22.2 No. 301, Industrial Electrical Machinery

CSA C22.2 No. 60079-2, Explosive Atmospheres – Part 2: Equipment Protection By Pressurized
Enclosure "p"

CSA C22.2 No. 60529, Degrees of Protection Provided By Enclosures (IP Code)

CSA C22.2 No. 61800-5-1, Adjustable Speed Electrical Power Drive Systems – Part 5-1: Safety
Requirements – Electrical, Thermal, and Energy

CSA C22.2 No. 62109-1, Safety of Power Converters for Use in Photovoltaic Power Systems – Part 1:
General Requirements

CSA C22.2 No. 62368-1, Audio/Video, Information and Communication Technology Equipment – Part 1:
Safety Requirements

CSA B51, Boiler, Pressure Vessel, and Pressure Piping Code

CSA B52, Mechanical Refrigeration Code

CSA B149.1, Natural Gas and Propane Installation Code

Full document details: UL 9540 2023
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CSA FC 1, Fuel Cell Technologies – Part 3-100: Stationary Fuel Cell Power Systems – Safety

CSA Z462,Workplace Electrical Safety

CSA Z662, Oil and Gas Pipeline Systems

CSA E60730-1, Automatic Electrical Controls for Household and Similar Use – Part 1: General
Requirements

ICC IBC, International Building Code

ICC IFC, International Fire Code

ICC IRC, International Residential Code

IEC 60068-2-52, Environmental Testing Part 2: Tests – Tests Kb, Salt Mist, Cyclic (Sodium Chloride
Solution)

IEC 60364-4-41, Low-Voltage Electrical Installations – Part 4-41: Protection for Safety – Protection
Against Electric Shock

IEC 60364-6, Low-Voltage Electrical Installations – Part 6: Verification

IEC 60417 Database, Graphical Symbols for Use on Equipment

IEC 60529, Degrees of Protection Provided by Enclosures (IP Code)

IEC 60664-1, Insulation Coordination for Equipment Within Low-Voltage Systems – Part 1: Principles,
Requirements and Tests

IEC 60812, Failure modes and effects analysis (FMEA and FMECA)

IEC 60980, Recommended Practices for Seismic Qualification of Electrical Equipment of the Safety
System for Nuclear Generating Stations

IEC 61000-4-2, Electromagnetic Compatibility (EMC) – Part 4-2: Testing and Measurement Techniques –
Electrostatic Discharge Immunity Test

IEC 61000-4-3, Electromagnetic Compatibility (EMC) – Part 4-3: Testing and Measurement Techniques –
Radiated, Radio-Frequency, Electromagnetic Field Immunity Test

IEC 61000-4-4, Electromagnetic compatibility (EMC) – Part 4-4: Testing and Measurement Techniques –
Electrical Fast Transient/Burst Immunity Test

IEC 61000-4-5, Electromagnetic Compatibility (EMC) – Part 4-5: Testing and Measurement Techniques –
Surge Immunity Test

IEC 61000-4-6, Electromagnetic Compatibility (EMC) – Part 4-6: Testing and Measurement Techniques –
Immunity to Conducted Disturbances, Induced by Radio-Frequency Fields

IEC 61000-4-8, Electromagnetic Compatibility (EMC) – Part 4-8: Testing and Measurement Techniques –
Power Frequency Magnetic Field Immunity Test

Full document details: UL 9540 2023
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IEC 61000-6-2, Electromagnetic Compatibility (EMC) – Part 6-2: Generic Standards – Immunity Standard
for Industrial Environments

IEC 61025, Fault Tree Analysis (FTA)

IEC 61180, High-Voltage Test Techniques for Low Voltage Equipment Definitions, Test and Procedure
Requirements, Test Equipment

IEC 61508 (all parts), Functional Safety of Electrical/Electronic/Programmable Electronic Safety-Related
Systems

IEC 62040-1, Uninterruptible Power Systems (UPS) – Part 1: Safety Requirements

IEC 62477-1, Safety Requirements for Power Electronic Converter Systems and Equipment – Part 1:
General

IEEE C2, National Electrical Safety Code

IEEE 344, Seismic Qualification for Equipment for Nuclear Power Generating Stations

IEEE 693, Recommended Practice for Seismic Design of Substations

IEEE 1547, Interconnecting Distributed Resources with Electric Power Systems

IEEE 1547.1, Conformance Test Procedures for Equipment Interconnecting Distributed Resources with
Electric Power Systems

ISO 1496-1, Series 1 Freight Containers – Specification and Testing – Part 1: General Cargo Containers
for General Purposes

ISO 7010, Graphical Symbols – Safety Colours and Safety Signs – Registered Safety Signs

ISO 12944 (all parts), Paints and Varnishes – Corrosion Protection of Steel Structures by Protective Paint
Systems

ISO 13849-1, Safety of Machinery – Safety-Related Parts of Control Systems – Part 1: General Principles
for Design

ISO 13849-2, Safety of Machinery – Safety-Related Parts of Control Systems – Part 2: Validation

ISO 26262 (all parts), Road Vehicles – Functional Safety

NEMA Z535.1, Safety Colors

NEMA Z535.2, Environmental and Facility Safety Signs

NEMA Z535.3, Criteria for Safety Symbols

NEMA Z535.4, Product Safety Signs and Labels

NEMA Z535.5, Safety Tags and Barricade Tape (for Temporary Hazards)
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NEMA Z535.6, Product Safety Information in Product Manuals, Instructions, and Other Collateral Materials

NFPA 1, Fire Code

NFPA 68, Explosion Protection by Deflagration Venting

NFPA 69, Explosion Prevention Systems

NFPA 70, National Electrical Code

NFPA 70E, Electrical Safety in the Workplace

NFPA 72, National Fire Alarm and Signaling Code

NFPA 79, Electrical Standard for Industrial Machinery

NFPA 286, Standard Methods of Fire Tests for Evaluating Contribution of Wall and Ceiling Interior Finish to
Room Fire Growth

NFPA 484, Combustible Metals

NFPA 497, Recommended Practice for the Classification of Flammable Liquids, Gases, or Vapors and of
Hazardous (Classified) Locations for Electrical Installations in Chemical Process Areas

NFPA 704, Standard System for the Identification of the Hazards of Materials for Emergency Response

NFPA 855, Standard for the Installation of Stationary Energy Storage Systems

NFPA 2001, Standard on Clean Agent Fire Extinguishing Systems

NRC NFC, National Fire Code of Canada

GR-63-CORE, Network Equipment Building System (NEBS) Requirements: Physical Protection

UL 38,Manual Signaling Boxes for Fire Alarm Systems

UL 50, Enclosures for Electrical Equipment, Non-Environmental Considerations

UL 50E, Enclosures for Electrical Equipment, Environmental Considerations

UL 94, Tests for Flammability of Plastic Materials for Parts in Devices and Appliances

UL 144, LP Gas Regulators

UL 157, Gaskets and Seals

UL 252, Compressed Gas Regulators

UL 268, Smoke Detectors for Fire Alarm Systems

UL 268A, Smoke Detectors for Duct Applications
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UL 429, Electrically Operated Valves

UL 429A, Electrically Operated Valves for Fire Protection Service

UL 464, Audible Signaling Devices for Fire Alarm and Signaling Systems, Including Accessories

UL 467, Grounding and Bonding Equipment

UL 508A, Industrial Control Panels

UL 521, Heat Detectors for Fire Protective Signaling Systems

UL 746C, Polymeric Materials – Use in Electrical Equipment Evaluations

UL 840, Insulation Coordination Including Clearances and Creepage Distances For Electrical Equipment

UL/ULC 842, Valves for Flammable and Combustible Liquids

UL 864, Control Units and Accessories for Fire Alarm Systems

UL 969, Marking and Labeling Systems

UL 991, Tests for Safety-Related Controls Employing Solid-State Devices

UL 1004-1, Rotating Electrical Machines – General Requirements

UL 1004-2, Impedance Protected Motors

UL 1004-3, Thermally Protected Motors

UL 1004-4, Electric Generators

UL 1004-5, Fire Pump Motors

UL 1004-6, Servo and Stepper Motors

UL 1004-7, Electronically Protected Motors

UL 1004-8, Inverter Duty Motors

UL 1004-9, Form Wound and Medium Voltage Rotating Electrical Machines

UL 1012, Power Units Other Than Class 2

UL 1564, Industrial Battery Chargers

UL 1638, Visible Signaling Devices for Fire Alarm and Signaling Systems, Including Accessories

UL 1741, Inverters, Converters, Controllers and Interconnection System Equipment for Use With
Distributed Energy Resources

UL 1778, Uninterruptible Power Systems
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UL 1971, Signaling Devices for the Hearing Impaired

UL 1973, Batteries for Use in Stationary and Motive Auxiliary Power Applications

UL 1998, Software in Programmable Components

UL 2075, Gas and Vapor Detectors and Sensors

UL/ULC 2166, Halocarbon Clean Agent Extinguishing System Units

UL 2200, Stationary Engine Generator Assemblies

UL 2416, Audio/Video, Information and Communication Technology Equipment Cabinet, Enclosure and
Rack Systems

UL 2755,Modular Data Centers

UL 5500, Remote Software Updates

UL 9540A, Test Method for Evaluating Thermal Runaway Fire Propagation in Battery Energy Storage
Systems

UL 60079-2, Explosive Atmospheres – Part 2: Equipment Protection by Pressurized Enclosures "p"

UL 60079-29-1, Explosive Atmospheres – Part 29-1: Gas Detectors – Performance Requirements of
Detectors for Flammable Gases

UL 60730-1, Automatic Electrical Controls for Household and Similar Use – Part 1: General Requirements

UL 61800-5-1, Adjustable Speed Electrical Power Drive Systems – Part 5-1: Safety Requirements –
Electrical, Thermal, and Energy

UL 62109-1, Safety of Power Converters for Use in Photovoltaic Power Systems – Part 1: General
Requirements

UL 62368-1, Audio/Video, Information and Communication Technology Equipment – Part 1: Safety
Requirements

ULC 525, Audible Signaling Devices for Fire Alarm and Signaling Systems, Including Accessories

ULC 526, Visible Signaling Devices For Fire Alarm And Signaling Systems, Including Accessories

ULC 527, Control Units for Fire Alarm Systems

ULC S528, Manual Stations For Fire Alarm Systems, Including Accessories

ULC 529, Smoke Detectors For Fire Alarm Systems

ULC S530, Heat Actuated Fire Detectors For Fire Alarm Systems

ULC S588, Gas and Vapour Detectors and Sensors, Including Accessories
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MIL-STD-882E, System Safety

6 Glossary

6.1 For the purpose of this Standard, the following definitions apply.

6.2 AC ESS – An energy storage system comprised of the energy storage function and energy storage
protective function which are evaluated for functional safety, and electrical power conditioning or
conversion function, providing AC output field wiring terminals. See Figure 6.1.
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Figure 6.1

AC and DC ESS
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NOTES:
Electrical Power Conditioning Function – Maintaining electrical parameters (e.g. voltage, frequency, waveform, etc.) within defined
limits.
Electrical Power Conversion Function – Converting one form of electrical power into another form of electrical power (e.g. from DC to
AC, etc.).
Energy Source Function – Source of AC or DC electrical energy that is compatible with the parameters (e.g. voltage, frequency) of
the charging function of the ESS.
Energy Storage Function – The conversion of input energy into stored energy, the storing of energy, and conversion of stored energy
into output energy.
Energy Storage Protective Function – Maintains ESS within specified operating limits, limiting risk of fire, electrical shock, explosion,
mechanical hazards and chemical exposure or any of the preceding associated with the energy storage.
DC Load(s) may include equipment which performs electrical power conditioning or conversion functions.
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6.3 ARC FLASH BOUNDARY – The area within which a hazardous arc could occur, and which requires
the use of special protective equipment (PPE). See 10.12.

6.4 CATASTROPHIC FAILURE – A severe sudden failure that results in damage to the test subject such
that the test subject can no longer serve its primary function. The failure may or may not result in hazard to
personnel or to items in the surrounding environment or initiate other failures. The test subject may or may
not be repairable in a field environment.

6.5 COMMISSIONING – The process by which an energy storage system, upon installation, is tested
and otherwise evaluated to verify that it functions according to its design objectives and specifications.

6.6 DC ESS – An energy storage system containing the energy storage function and energy storage
protective function which are evaluated for functional safety and providing DC output field wiring terminals.
See Figure 6.1.

6.7 DECOMMISSIONING – The act of removing an energy storage system from service, which includes
shutting it down, typically some level of dismantling, and then finally removing it from the site of
installation.

6.8 DUT – Device under test.

6.9 DWELLING UNIT – See the definition for “dwelling unit” in Chapter 3, Definitions, of NFPA 855, in
Section 0, Definitions of CSA C22.1, in the General Definitions, Section 202 of ICC IFC, and in Chapter 2,
Definitions of ICC IRC.

6.10 ELECTRIC POWER SYSTEM (EPS) – Equipment or facilities that deliver electric power to a load.
The most common example of an EPS is an electric utility.

6.11 ELECTRIC SHOCK HAZARD – A potential for exposure of persons to hazardous voltage circuits
through direct contact from openings in protective enclosures and/or insufficient insulation between
hazardous voltage circuits and accessible parts.

6.12 ENCLOSURE – The outer cover of the Energy Storage System that provides protection to its
contents.

6.13 ENERGY STORAGE MANAGEMENT SYSTEM (ESMS) – A monitoring and control system of an
ESS that may receive and coordinate inputs from various other devices in the ESS impacting the ESS
safety and performance.

6.14 ENERGY STORAGE SYSTEM (ESS) – Equipment in one or more enclosures that receives energy
and then provides a means to store that energy in some form for later use in order to supply electrical
energy when needed. It can be either an AC ESS or a DC ESS. See Figure 6.1. An ESS utilizes one of the
following technologies:

a) ELECTROCHEMICAL ESS – Consists of a secondary (rechargeable) battery, electrochemical
capacitor, flow battery or hybrid battery-capacitor system that stores electrical energy and any
associated controls or devices that can provide the stored electric energy upon demand.

b) CHEMICAL ESS – Consists of hydrogen storage, the hydrogen generator to supply the
hydrogen for storage, and a fuel cell power system to provide electric energy upon demand.

c) MECHANICAL ESS – Consists of a mechanical means to store energy such as through
compressed air, pumped water or fly wheel technologies and associated controls and systems,
which can be used to run an electric generator to provide electric energy upon demand.
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d) THERMAL ESS – Consists of a system that uses heated fluids such as air as a means to store
energy along with associated controls and systems, which can be used to run an electric generator
to provide electrical energy upon demand.

NOTE: The ESS may be a single unit or composed of multiple parts.

6.15 ENERGY STORAGE SYSTEM INTEGRATOR – The entity typically responsible for ensuring the
various parts of the ESS work together, and that the ESS works with the external systems that either
supply energy into the ESS or use energy from the ESS.

6.16 EXTERNAL WARNING COMMUNICATION SYSTEM (EWCS) – A system integral to the ESS that
takes in data from various sources within the ESS and then communicates information on potential ESS
safety issues to an external operating station, and also initiates local alarms when deemed necessary.

6.17 FAILURE MODES AND EFFECT ANALYSIS (FMEA) – a rigorous and systematic methodology for
analyzing reliability and the impact the failure of any one component associated with a technology and its
installation has on safety. For the purposes of this Standard, only the impact to safety is considered.

6.18 FLYWHEEL – An electro-mechanical system that stores energy in the form of kinetic energy. It is
composed of an electric machine element and an inertia element. The inertia element is used to store the
majority of kinetic energy in the system and the electric machine element is used to discharge and
recharge the inertia element. These elements may be separate distinct devices or they may be integrated.

6.19 FUEL CELL POWER SYSTEM – Equipment that converts chemical energy in the form of a fuel and
oxidant into electrical energy with heat and by-products from the reaction.

6.20 HABITABLE SPACE – See the definition for “habitable space” in ICC IBC and ICC IRC.

NOTE: In the ICC IBC and ICC IRC definition, bathrooms, toilet rooms, closets, halls, storage or utility spaces and similar areas are
not considered habitable spaces. However in NFPA 855, the only indoor areas that are considered suitable for residential ESS
installation are in garages, detached accessory structures, enclosed utility closets and storage or utility spaces. NFPA 855, ICC IBC,
and ICC IRC specifically prohibit installation of ESS in sleeping rooms or in closets or spaces opening directly into sleeping rooms.

6.21 HAZARDOUS ARC – An electrical arc with sufficient energy to result in physical hazards to
someone coming in contact with it. See 10.12.

6.22 HAZARDOUS FLUID – A hazardous material (e.g. toxic, combustible, etc.) that is either a liquid or a
gas.

6.23 HAZARDOUS MATERIAL – A hazardous material is a substance, which has the potential to cause
harm to humans, animals, or the environment, either by itself or through interaction with other factors.
Hazardous materials are further defined in 29 CFR 1910.1200.

6.24 HAZARDOUS VOLTAGE – Voltage exceeding 30 Vrms/42.4 Vac peak or 60 Vdc is considered
hazardous.

6.25 HVAC – Heating, ventilation and air-conditioning.

6.26 INSULATION LEVELS – The following are levels of electrical insulation:

a) BASIC INSULATION – A single level of insulation that is intended to provide protection against
electric shock when the insulation has not failed.

b) DOUBLE INSULATION – Insulation comprising both basic insulation and supplementary
insulation.
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c) FUNCTIONAL INSULATION – Insulation that is necessary only for the correct functioning of the
equipment that can reduce the likelihood of ignition and fire, and that does not protect against
electric shock.

d) REINFORCED INSULATION – Single insulation system that provides a degree of protection
against electric shock equivalent to double insulation under the conditions specified in this
Standard. The "insulation system" consists of one homogeneous piece, or several layers that
cannot be tested as basic insulation and supplementary insulation.

e) SUPPLEMENTARY INSULATION – Independent insulation applied in addition to basic
insulation in order to reduce the risk of electric shock in the event of a failure of the basic insulation.

6.27 MOBILE ENERGY STORAGE SYSTEMS (MESS) – An ESS that is not portable, but has a means
so that it can be moved (e.g. mounted on a wheeled trailer or skid) to a site to provide power on a
temporary basis.

6.28 MULTI-PART ESS – An energy storage system consisting of assemblies or equipment
interconnected in the field to comprise a complete system.

6.29 NON-COMBUSTIBLE DIELECTRIC MEDIUM – A transformer fluid that does not ignite, burn, give
off flammable vapors or support combustion in air.

6.30 NON-COMBUSTIBLE MATERIAL – A material that will not ignite or burn when subjected to fire or
excessive heat as determined by the test of ASTM E136.

NOTE: Materials meeting this criteria include steel, concrete, masonry and glass.

6.31 NON-RESIDENTIAL USE – Equipment suitable for use on or in structures other than those defined
in 6.34.

6.32 OUTDOOR USE – An installation where the ESS is located outside of a building and where it may
be subject to environmental exposures such as rain and wind.

6.33 REMOTE SOFTWARE UPDATE – A function providing any operation by control devices through
external means, which includes, but is not limited to, the use of:

a) Communication lines/protocols;

b) IR/RF TRANSMISSION; or

v) All combinations of (a) – (b) above via internet using, for example, modems, portable
telephones, etc.

NOTE: Remote software updates require minimum or no interaction with the ESS. Software updates are received remotely without
the use of external hardware such as a USB, SD card, etc.

6.34 RESIDENTIAL USE – Equipment suitable for use on or in detached one- and two-family dwellings
and townhouses.

6.35 RESTRICTED ACCESS LOCATION – Location for an ESS as identified in the installation manual
and equipment markings, or as required by local codes, where both of the following apply:

a) Access can only be gained by service persons or by users who have been instructed about the
reasons for the restrictions applied to the location, the hazards present at the location, and about
any precautions that shall be taken; and
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