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Underwriters Laboratories of Canada (ULC) was established in 1920 by
letters patent issued by the Canadian Government. It maintains and
operates laboratories and certification services for the examination, testing
and certification of appliances, equipment, materials, constructions and
systems to determine their relation to life, fire and property hazards as
well providing inspection services.

Underwriters Laboratories of Canada is accredited by the Standards
Council of Canada as a Certification Organization, a Testing Organization,
and an Inspection Body under the National Standards System of Canada.

ULC Standards develops and publishes standards and other related
publications for building construction, security and burglar protection,
environmental safety, electrical equipment, fire protection equipment, gas
and oil equipment, thermal insulation products, materials and systems,
energy use in the built environment and electrical utility safety.

ULC Standards is a not-for-profit organization and is accredited by the
Standards Council of Canada as a Standards Development Organization.

National Standards of Canada developed by ULC Standards conform to
the criteria and procedures established by the Standards Council of
Canada. Such standards are prepared using the consensus principle by
individuals who provide a balanced representation of interests relevant to
the subject area on a national basis.

ULC is represented across Canada as well as many countries worldwide.
For further information on ULC services, please contact:

Customer Service: 1-866-937-3852

National Standard of Canada

A National Standard of Canada is a standard developed by an SCC-
accredited Standards Development Organization (SDO), and approved
by the Standards Council of Canada (SCC), in accordance with SCC’s:
Requirements and Guidance-Accreditation for Standards Development
Organizations, and Requirements and Guidance-Approval of National
Standards of Canada Designation. More information on National
Standard requirements can be found at www.scc.ca.

An SCC-approved standard reflects the consensus of a number of
experts whose collective interests provide, to the greatest practicable
extent, a balance of representation of affected stakeholders. National
Standards of Canada are intended to make a significant and timely
contribution to the Canadian interest.

SCC is a Crown corporation within the portfolio of Industry Canada. With
the goal of enhancing Canada’s economic competitiveness and social
well-being, SCC leads and facilitates the development and use of
national and international standards. SCC also coordinates Canadian
participation in standards development, and identifies strategies to
advance Canadian standardization efforts. Accreditation services are
provided by SCC to various customers, including product certifiers,
testing laboratories, and standards development organizations. A list of
SCC programs and accredited bodies is publicly available at
www.scc.ca.

Users should always obtain the latest edition of a National Standard of
Canada from the standards development organization responsible for its
publication, as these documents are subject to periodic review.

CORPORATE HEADQUARTERS
Underwriters Laboratories of Canada
7 Underwriters Road
Toronto, Ontario M1R 3A9
Telephone: (416) 757-3611
Fax: (416) 757-9540

REGIONAL OFFICES

PACIFIC OFFICE

13775 Commerce Parkway, Suite 130
Richmond, British Columbia V6V 2V4
Telephone: (604) 214-9555

Fax: (604) 214-9550

EASTERN OFFICE

6505, Rte Transcanadienne, Suite 330
St-Laurent, Québec H4T 1S3
Telephone: (514) 363-5941

Fax: (514) 363-7014

For further information on ULC standards, please contact:

ULC STANDARDS
171 Nepean Street, Suite 400
Ottawa, Ontario K2P 0B4
Telephone: (613) 755-2729

To purchase ULC Standards,

visit: www.ulc.ca/ulcstandards

The intended primary application of this standard is stated in its scope. It is important to note that it remains the responsibility of the user of the

standard to judge its suitability for the particular application.

Copies of this National Standard of Canada may be ordered from ULC Standards.

CETTE NORME NATIONALE DU CANADA EST DISPONIBLE EN VERSIONS FRANCAISE ET ANGLAISE
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STANDARD METHOD OF FIRE RESISTANCE TEST - GREASE DUCT ASSEMBLIES

PREFACE

This is the Reaffirmation of the Second Edition of the Standard Method of Fire Resistance Test — Grease
Duct Assemblies, CAN/ULC-S144.

This Edition of the Standard has been formally approved by the ULC Standards Committee on Fire Tests.

This Standard has been developed in compliance with the requirements of SCC for accreditation of a
Standards Development Organization.

Only metric S| units of measurement are used in this Standard. If a value for measurement is followed by
a value in other units in parentheses, the second value may be approximate. The first stated value is the
requirement.

Appendix A, identified as Informative, is for information purposes only.

In Canada, there are two official languages, English and French. All safety warnings must be in French
and English. Attention is drawn to the possibility that some Canadian authorities may require additional
markings and/or installation instructions to be in both official languages.

This Second Edition National Standard of Canada has been reaffirmed.

Attention is drawn to the possibility that some of the elements of this Canadian standard may be the
subject of patent rights. ULC Standards shall not be held responsible for identifying any or all such patent
rights.

Requests for interpretation of this Standard should be sent to ULC Standards. The requests should be
worded in such a manner as to permit a “yes” or “no” answer based on the literal text of the requirement
concerned.

The review and action to revise or reaffirm this Standard will not exceed 5 years from the date of
publication, unless the Standard is identified as fitting within a stabilized category, whereby the review will
commence within the appropriate time frame set out by ULC Standards.

This Standard is intended to be used for conformity assessment.
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1 SCOPE

1.1 This Standard specifies a method of test and criteria for the determination of the fire resistance of
grease ducts under standardized fire conditions. The requirements are intended to evaluate the ability of
the grease duct to resist the spread of fire. See Appendix A for additional information.

1.2 This Standard also covers requirements to evaluate the ability of the duct to protect adjacent
combustibles from igniting in the event of an internal grease duct fire. See Appendix A for additional
information.

1.8 The grease ducts covered by these requirements are intended to be installed in accordance with the
requirements in the National Building Code of Canada as pertaining to the ventilation of commercial
cooking processes.

1.4 This Standard does not include requirements for combustibility, the surface flammability and the
smoke generation potential of the coverings or insulating materials used to protect the grease duct.

NOTE 1: Requirements used to evaluate the combustibility of building materials in accordance with the National
Building Code of Canada are found in standards: CAN/ULC-S114, Standard Method of Test for Determination of
Non-Combustibility of Building Materials and ULC-S135, Standard Method for the Determination of Combustibility
Parameters of Building Materials using an Oxygen Consumption Calorimeter (Cone Calorimeter).

NOTE 2: Requirements used to evaluate the flame-spread and smoke generation of building materials and
assemblies in accordance with the National Building Code of Canada are found in standards: CAN/ULC-S102,
Standard Method of Test for Surface Burning Characteristics of Building Materials and Assemblies and
CAN/ULC-S102.2, Standard Method of Test for Surface Burning Characteristics of Flooring, Floor Coverings and
Miscellaneous Materials and Assemblies.

2 REFERENCE PUBLICATIONS

2.1 The documents shown below are referenced in the text of this Standard. Unless otherwise stated
elsewhere in this Standard such reference shall be considered to indicate the edition and/or revisions of
the document available at the date on which the Committee approved this ULC Standard.

Document Published by the American Society of Heating, Refrigerating, and Air-Conditioning Engineers
(ASHRAE)

1791 Tullie Circle, N.E. Atlanta, GA 30329 U.S.A

Telephone: (404) 636-8400 or (800) 527-4723

www.ashrae.org

* 2005 ASHRAE Handbook — Fundamentals (Sl edition)

Document Published by the International Organization for Standardization (ISO)
1 rue de Varembé, Case postale 56CH-1211 Geneva 20, Switzerland
Telephone: + 41 22 749 01 11

WWW.is0.0rg

¢ |SO 6944, Fire Resistance Tests — Ventilation ducts, First Edition — 1985.

Document Published by the National Research Council Canada (NRCC)
1200 Montreal Road, Bldg. M-58, Ottawa, ON K1A 0R6 Canada
Telephone: (613) 993-9101 or 1-877-672-2672
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